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NORTHERN REGIONAL OFFICE 
Douglas w. Domenech 13901 Crown Court, Woodbridge, Virginia 22193 David K. Paylor 

Secretary of Natural Resources (703)583-3800 Fax (703) 583-3821 Director 

www.deq.virginia.gov Thomas A. Faha 
Regional Director 

December 20, 2013 

Mr. Jeffrey Bossart 
Director, Environmental Division 
Department of the Navy 
NAVFAC Washington, PWD South Potomac 
18329 Thompson Road, Suite 226 
Dahlgren, Virginia 22448-5110 

CERTIFIED MAIL 
RETURN RECEIPT REQUESTED 

Re: . Reissuance of Virginia Pollutant Discharge Elimination System (VPDES) Permit No. VA0073636 
Naval Support Facility - Dahlgren, King George County 

Dear Mr. Bossart: 

The Department of Environmental Quality (DEQ) has approved the enclosed effluent limitations and monitoring requirements for the 
above-referenced permit. Copies of your permit and fact sheet are enclosed. 

A Discharge Monitoring Report (DMR) form is no longer included in the reissuance package. DEQ has launched an electronic DMR 
(e-DMR) program that allows you to submit the effluent monitoring data electronically, and we expect every permittee to use e-DMR 
as permits are issued or reissued. The first electronic DMR submittals based on a reissuance date of December 2013 and are as 
follows: 

Monitoring Frequency Monitoring Start Date First DMR Due Date 

Quarterly January 1, 2014 April 10, 2014 
Semi-Annual January 1, 2014 July 10,2014 

Annual January 1,2014 January 10,2015 

Please reference the effluent limits in your permit and report monitoring results in e-DMR to the same number of significant digits as 
are included in the permit limits for the parameter. The regional contact for e-DMR is Rebecca Vice; she can be reached at (703) 583-
3922 or by e-mail at Rebecca. Vice@deq.virginia.gov. Answers to frequently asked questions about the e-DMR system, including the 
e-DMR registration process, are available at the following website: 
http://www.deq.virginia.gov/Programs/Water/PermittingCompliance/ElectronicDMRsubmissions.aspx. 

As provided by Rule 2A:2 of the Supreme Court of Virginia, you have thirty days from the date of service (the date you actually 
received this decision or the date it was mailed to you, whichever occurred first) within which to appeal this decision by filing a notice 
of appeal in accordance with the Rules of the Supreme Court of Virginia with the Director, Department of Environmental Quality. In 
the event that this decision is served on you by mail, three days are added to that period. 

Alternately, any owner under §§ 62.1-44.16, 62.1-44.17, and 62.1-44.19 of the State Water Control Law aggrieved by any action of 
the State Water Control Board taken without a formal hearing, or by inaction of the Board, may demand in writing a formal hearing of 
such owner's grievance, provided a petition requesting such hearing is filed with the Board. Said petition must meet the requirements 
set forth in § 1.23(b) of the Board's Procedural Rule No. 1. In cases involving actions of the Board, such petition must be filed within 
thirty days after notice of such action is mailed to such owner by certified mail. 
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I f you have questions about the permit, please contact Susan Mackert at (703) 583-3853, or by E-mail at 
susan.mackert@ueq.virginia.gov. 

Respectfully, 

Bryant Thomas 
Water Permits & Planning Manager 

Enc: Permit for VA0073636 
Fact Sheet for VA0073636 

cc: DEQ-Water, OWPP 
EPA-Region III , 3WP12 
Department of Health, Culpeper 
Water Compliance, NRO 



COMMONWEALTH of VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 

Permit No. VA0073636 

Effective Date: December 20, 2013 

Expiration Date: December 19, 2018 

AUTHORIZATION TO DISCHARGE UNDER THE 

VIRGINIA POLLUTANT DISCHARGE ELIMINATION SYSTEM 

AND THE VIRGINIA STATE WATER CONTROL LAW 

In compliance with the provisions of the Clean Water Act as amended and pursuant to the State Water Control Law and 
regulations adopted pursuant thereto, the following owner is authorized to discharge in accordance with the information 
submitted with the permit application, and with this permit cover page, Part I - Effluent Limitations and Monitoring 
Requirements, and Part II - Conditions Applicable To All VPDES Permits, as set forth herein. 

Owner Name: United States Department of the Navy 

Facility Name: Naval Support Facility Dahlgren 

County: King George County 

Facility Location: 18329 Thompson Road, Suite 226, Dahlgren, VA 22448 

The owner is authorized to discharge to the following receiving streams: 

Outfalls: 002,006.014 004.009/013 

Stream Name: Upper Machodoc Creek Upper Machodoc Creek, UT 

River Basin: Potomac River Potomac River 

River Subbasin: Potomac River Potomac River 

Section: 2 2 /2a 

Class: I I III / III 

Special Standards: a (Not Applicable) None / None 

003. 007 

Gambo Creek 

Potomac River 

Potomac River 

2 

II 

a (Not Applicable) 

012 

Black Marsh, UT 

Potomac River 

Potomac River 

la 

III 

None 

Thomas A. Faha 
Director, Northern Regional Office 

Department of Environmental Quality 

" ^ ) e c e m ' K v c 2 Q , c ^ O I 3 
^ Date 
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Effluent Limitations and Monitoring Requirements 
1. Outfall 002 - Main Range 

a. Sources contributing to the discharge from Outfall 002 include: Storm Water and Gun Mount Sump Water. 
b. There shall be no discharge of floating solids or visible foam in other than trace amounts. 
c. During the period beginning with the permit's effective date and lasting until the expiration date, the permittee is authorized to 

discharge from Outfall Number 002. Such discharges shall be limited and monitored by the permittee as specified below. 

Parameter Discharge Limitations Monitoring Requirements 

Monthly Average(1) Daily Maximum(1) Minimum Maximurn(1) Frequency Sample Tvpe 

Flow™ (MGD) NL • NA NA NL 1/3M Estimate 

pH NA NA 6.0 S.U. 9.0 S.U. 1/3M Grab 

Total Petroleum Hydrocarbons (TPH)* NA 30 mg/L NA NA 1/3M Grab 

Copper, Dissolved** NA NL (ug/L) NA NA 1/3M Grab 

Hardness, Total (as CaC03)** NA NL (mg/L) NA NA 1/3M Grab 

Acute Toxicity - C. variegatus (NOAEO<3) NA NA NA NL 1/3M Grab 

Acute Toxicity - A. bahia JNOAEQ ( 3 ) NA NA NA NL 1/3M Grab 

See Part I B. MGD = Million gallons per day. 1/3M = Once every three months. 

The average flow is 0.00725 MGD. NA = Not applicable. 

See Part I.C for whole effluent toxicity requirements. NL = No limit; monitor and report. 

S.U. = Standard units. 

1/3M = The quarterly monitoring periods shall be January 1 - March 31, April 1 - June 30, July 1 - September 30 and October 1 - December 31. The DMR shall be submitted 
no later than the 10* day of the month following the monitoring period (April 10, July 10, October 10 and January 10, respectively). 

Total Petroleum Hydrocarbons Requirement: 

* Total Petroleum Hydrocarbons (TPH) is the sum of individual gasoline range organics and diesel range organics or TPH-GRO and TPH-DRO to be measured by EPA 
SW 846 Method 8015 for gasoline and diesel range organics, or by EPA SW 846 Methods 8260 Extended and 8270 Extended. 

Dissolved Copper and Total Hardness Requirements: 

••Dissolved copper and hardness samples shall be collected concurrently. 

Grab = An individual sample collected over a period of time not to exceed 15-minutes. 
Estimate = Reported flow is to be based on the technical evaluation of the sources contributing to the discharge. 
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Effluent Limitations and Monitoring Requirements 
2. Outfall 003 - North Main Range 

a. Sources contributing to the discharge from Outfall 003 include: Storm Water and Gun Mount Sump Water. 
b. There shall be no discharge of floating solids or visible foam in other than trace amounts. 
c. During the period beginning with the permit's effective date and lasting until the expiration date, the permittee is authorized to 

discharge from Outfall Number 003. Such discharges shall be limited and monitored by the permittee as specified below. 

Parameter Discharge Limitations Monitoring Requirements 
Monthly Average^ Daily Maximum(1) Minimum Maximum^ Frequency Sample Type 

Flow(2) (MGD) NL NA NA NL 1/YR Estimate 
pH NA NA 6.0 S.U. 9.0 S.U. 1/YR Grab 
Total Petroleum Hydrocarbons (TPH)* NA 30 mg/L NA NA 1/YR Grab 
Copper, Dissolved** NA NL (ug/L) NA NA 1/6M Grab 
Hardness, Total (as CaC03)** NA NL (mg/L) NA NA 1/6M Grab 

See Part I B. MGD = Million gallons per day. 1/6M = Once every six months. 

The average flow is 0.00833 MGD. NA = Not applicable. 1/YR = Once every twelve months. 

NL = No limit; monitor and report. 

S.U. = Standard units. 

1/6M = The semi-annual monitoring period shall be January 1 - June 30 and July 1 - December 31. The DMR shall be submitted no later than the lO"1 day ofthe month 
following the monitoring period (July 10 and January 10, respectively). 

1/YR = The annual monitoring period shall be January 1 - December 31. The DMR shall be submitted no later than the 10* day ofthe month following the monitoring 
period (January 10). 

Total Petroleum Hydrocarbons Requirement: 

* Total Petroleum Hydrocarbons (TPH) is the sum of individual gasoline range organics and diesel range organics or TPH-GRO and TPH-DRO to be measured by EPA 
SW 846 Method 8015 for gasoline and diesel range organics, or by EPA SW 846 Methods 8260 Extended and 8270 Extended. 

Dissolved Copper and Total Hardness Requirements: 

*'Dissolved copper and hardness samples shall be collected concurrently. 

Grab = An individual sample collected over a period of time not to exceed 15-minutes. 
Estimate = Reported flow is to be based on the technical evaluation ofthe sources contributing to the discharge. 
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Effluent Limitations and Monitoring Requirements 
3. Outfall 004 - Cooling Pond 

a. Sources contributing to the discharge from Outfall 004 include: Storm water from the following areas - transportation, public works, 
base housing, base administration, labs, and other technical operations. 

b. There shall be no discharge of floating solids or visible foam in other than trace amounts. 
c. During the period beginning with the permit's effective date and lasting until the expiration date, the permittee is authorized to 

discharge from Outfall Number 004. Such discharges shall be limited and monitored by the permittee as specified below. 

Parameter Discharge Limitations Monitoring Requirements 

Monthly Average(1) Daily Maximum(1) Minimum Maximum*1' Frequency Sample Type 

Flow™ (MGD) NL NA NA NL 1/YR Estimate 

pH NA NA 6.0 S.U. 9.0 S.U. 1/YR Grab 

Total Petroleum Hydrocarbons (TPH)* NA 30 mg/L NA NA 1/YR Grab 

Total Suspended Solids (TSS) NA 60 mg/L NA NA 1/YR Grab 

See Part I B. MGD = Million gallons per day. 1 ATI = Once every twelve months. 

The average flow is 0.175 MGD. NA = Not applicable. 

NL = No limit; monitor and report. 

S.U. = Standard units. 

1/YR = The annual monitoring period shall be January 1 - December 31. The DMR shall be submitted no later than the 10th day ofthe month following the monitoring 
period (January 10). 

Total Petroleum Hydrocarbons Requirement: 

* Total Petroleum Hydrocarbons (TPH) is the sum of individual gasoline range organics and diesel range organics or TPH-GRO and TPH-DRO to be measured by EPA 
SW 846 Method 8015 for gasoline and diesel range organics, or by EPA SW 846 Methods 8260 Extended and 8270 Extended. 

Grab = An individual sample collected over a period of time not to exceed 15-minutes. 
Estimate = Reported flow is to be based on the technical evaluation of the sources contributing to the discharge. 



VA0073636 
Parti 

Page 4 of 22 

Effluent Limitations and Monitoring Requirements 
4. Outfall 006 - Yard Craft 

a. Sources contributing to the discharge from Outfall 006 include: Storm water from the following area - marina. 
b. There shall be no discharge of floating solids or visible foam in other than trace amounts. 
c. During the period beginning with the permit's effective date and lasting until the expiration date, the permittee is authorized to 

discharge from Outfall Number 006. Such discharges shall be limited and monitored by the permittee as specified below. 

Parameter Discharge Limitations Monitoring Requirements 

Monthly Average^ Daily Maximum0' Minimum Maximum0' Frequency Sample Type 

Flow™ (MGD) NL NA NA NL 1/6M Estimate 

pH NA NA 6.0 S.U. 9.0 S.U. 1/6M Grab 

Total Petroleum Hydrocarbons (TPH)* NA 30 mg/L NA NA 1/6M Grab 

Total Suspended Solids (TSS) NA 60 mg/L NA NA 1/6M Grab 

Copper, Dissolved** NA NL(ug/L) NA NA 1/3M Grab 

Hardness, Total (as CaC03)** NA NL (mg/L) NA NA 1/3M Grab 

Acute Toxicity - C. variegatus (NOAEQ(3) NA NA NA NL 1/3M Grab 

Acute Toxicity - A. bahia (NOAEQ < 3 ) NA NA NA NL 1/3M Grab 

See Part I B. MGD = Million gallons per day. 1/3M = Once every three months. 

The average flow is variable. NA = Not applicable. 1/6M = Once every six months. 

See Part l.C for whole effluent toxicity requirements. NL = No limit; monitor and report. 

S.U. = Standard units. 

1/3M = The quarterly monitoring periods shall be January 1 - March 31, April 1 - June 30, July 1 - September 30 and October 1 - December 31. The DMR shall be submitted 
no later than the 10* day ofthe month following the monitoring period (April 10, July 10, October 10 and January 10, respectively). 

1/6M = The semi-annual monitoring period shall be January 1 - June 30 and July 1 - December 31. The DMR shall be submitted no later than the 10* day ofthe month 
following the monitoring period (July 10 and January 10, respectively). 

Total Petroleum Hydrocarbons Requirement: 

* Total Petroleum Hydrocarbons (TPH) is the sum of individual gasoline range organics and diesel range organics or TPH-GRO and TPH-DRO to be measured by EPA 
SW 846 Method 8015 for gasoline and diesel range organics, or by EPA SW 846 Methods 8260 Extended and 8270 Extended. 

Dissolved Copper and Total Hardness Requirements: 

*'Dissolved copper and hardness samples shall be collected concurrently. 

Grab = An individual sample collected over a period of time not to exceed 15-minutes. 
Estimate = Reported flow is to be based on the technical evaluation ofthe sources contributing to the discharge. 
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Effluent Limitations and Monitoring Requirements 
5. Outfall 007 - Terminal Range 

a. Sources contributing to the discharge from Outfall 007 include: Storm Water and Gun Mount Sump Water. 

b. There shall be no discharge of floating solids or visible foam in other than trace amounts. 
c. During the period beginning with the permit's effective date and lasting until the expiration date, the permittee is authorized to 

discharge from Outfall Number 007. Such discharges shall be limited and monitored by the permittee as specified below. 

Parameter Discharge Limitations Monitoring Requirements 

Monthly Average0' Daily Maximum0' Minimum Maximum''' Frequency Sample Type 

Flow™ (MGD) NL NA NA NL 1/YR Estimate 

pH NA NA 6.0 S.U. 9.0 S.U. 1/YR Grab 

Total Petroleum Hydrocarbons (TPH)* NA 30 mg/L NA NA 1/YR Grab 

See Part I B. MGD = Million gallons per day. 1/YR = Once every twelve months. 

The average flow is 0.005167 MGD. NA = Not applicable. 

NL = No limit; monitor and report. 

S.U. = Standard units. 

1/YR - The annual monitoring period shall be January 1 - December 31. The DMR shall be submitted no later than the 10th day ofthe month following the monitoring 
period (January 10). 

Total Petroleum Hydrocarbons Requirement: 

* Total Petroleum Hydrocarbons (TPH) is the sum of individual gasoline range organics and diesel range organics or TPH-GRO and TPH-DRO to be measured by EPA 
SW 846 Method 8015 for gasoline and diesel range organics, or by EPA SW 846 Methods 8260 Extended and 8270 Extended. 

Grab = An individual sample collected over a period of time not to exceed 15-minutes. 
Estimate = Reported flow is to be based on the technical evaluation of the sources contributing to the discharge. 
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Effluent Limitations and Monitoring Requirements 
6. Outfall 009 - Salt Dome 

a. Sources contributing to the discharge from Outfall 009 include: Storm water from the following areas - Exposed metal storage 
(including metal from the machine shop, electronic equipment, gun mounts, metal shavings and chips), outdoor vehicle and 
equipment storage, and a covered salt dome. 

b. There shall be no discharge of floating solids or visible foam in other than trace amounts. 
c. During the period beginning with the permit's effective date and lasting until the expiration date, the permittee is authorized to 

discharge from Outfall Number 009. Such discharges shall be limited and monitored by the permittee as specified below. 

Parameter Discharge Limitations Monitoring Requirements 

Monthly Average0' Daily Maximum0' Minimum Maximum0' Frequency Sample Type 

Flow<2) (MGD) NL NA NA NL 1/6M Estimate 

pH NA NA 6.0 S.U. 9.0 S.U. 1/6M Grab 

Total Petroleum Hydrocarbons (TPH)* NA 30 mg/L NA NA 1/6M Grab 

Total Suspended Solids (TSS) NA 60 mg/L NA NA 1/6M Grab 

Copper, Dissolved** NA NL (ug/L) NA NA 1/6M Grab 

Nickel, Dissolved** NA NL (ug/L) NA NA 1/6M Grab 

Zinc, Dissolved** NA NL (ug/L) NA NA 1/6M Grab 

Hardness, Total (as CaC03)** NA NL (mg/L) NA NA 1/6M Grab 
( I > See Part I B. MGD = Million gallons per day. 1/6M = Once every six months. 
< 2 ) The average flow is variable. NA = Not applicable. 

NL = No limit; monitor and report. 

S.U. = Standard units. 

1/6M = The semi-annual monitoring period shall be January 1 - June 30 and July 1 - December 31. The DMR shall be submitted no later than the 10* day ofthe month 
following the monitoring period (July 10 and January 10, respectively). 

Total Petroleum Hydrocarbons Requirement: 

* Total Petroleum Hydrocarbons (TPH) is the sum of individual gasoline range organics and diesel range organics or TPH-GRO and TPH-DRO to be measured by EPA 
SW 846 Method 8015 for gasoline and diesel range organics, or by EPA SW 846 Methods 8260 Extended and 8270 Extended. 

Dissolved Copper, Dissolved Nickel, Dissolved Zinc, and Total Hardness Requirements: 

** Dissolved Copper, Dissolved Nickel, Dissolved Zinc and hardness samples shall be collected concurrently. 

Grab = An individual sample collected over a period of time not to exceed 15-minutes. 
Estimate = Reported flow is to be based on the technical evaluation ofthe sources contributing to the discharge. 
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Effluent Limitations and Monitoring Requirements 
7. Outfalls 012,013, and 014 - Storm Water 

a. During the period beginning with the permit's effective date and lasting until the expiration date, the permittee is authorized to 
discharge storm water from Outfalls 012, 013, and 014. Such discharges shall be monitored and managed in accordance with Part 
I.D. 

There shall be no discharge of industrially influenced storm water from Outfalls 012, 013, and 014. 
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B. Quantification Levels and Compliance Reporting 

1. Quantification Levels 
a. The quantification levels (QL) shall be less than or equal to the following concentrations: 

Characteristic 
TSS 
TPH 

Quantification Level 
1.0 mg/L 

0.50 mg/L 
7.4 ug/L 
0.50 ug/L 
2.0 ug/L 

Copper 
Nickel 
Zinc 

b. The QL is defined as the lowest concentration used to calibrate a measurement system in accordance with 
the procedures published for the method. The permittee shall use any method in accordance with Part I I . 
A of this permit. 

c. It is the responsibility of the permittee to ensure that proper quality assurance/quality control (QA/QC) 
protocols are followed during the sampling and analytical procedures. QA/QC information shall be 
documented to confirm that appropriate analytical procedures have been used and the required QLs have 
been attained. 

2. Compliance Reporting for parameters in Part LA. 

a. Monthly Average -Compliance with the monthly average limitations and/or reporting requirements for 
the parameters listed in Part I.B.I.a of this permit condition shall be determined as follows: Al l 
concentration data below the QL used for the analysis (QL must be less than or equal to the QL listed in 
Part I.B.I.a above) shall be treated as zero. All concentration data equal to or above the QL used for the 
analysis (QL must be less than or equal to the QL listed in Part I.B.I.a above) shall be treated as it is 
reported. An arithmetic average shall be calculated using all reported data for the month, including the 
defined zeros. This arithmetic average shall be reported on the Discharge Monitoring Report (DMR) as 
calculated. If all data are below the QL used for the analysis (QL must be less than or equal to the QL 
listed in Part I.B.I.a above), then the average shall be reported as "<QL". If reporting for quantity is 
required on the DMR and the reported monthly average concentration is <QL, then report "<QL" for the 
quantity. Otherwise use the reported concentration data (including the defined zeros) and flow data for 
each sample day to determine the daily quantity and report the monthly average of the calculated daily 
quantities. 

b. Daily Maximum - Compliance with the daily maximum limitations and/or reporting requirements for the 
parameters listed in Part I.B.I.a of this permit condition shall be determined as follows: All concentration 
data below the QL used for the analysis (QL must be less than or equal to the QL listed in Part I.B.I .a 
above) shall be treated as zero. All concentration data equal to or above the QL used for the analysis (QL 
must be less than or equal to the QL listed in Part I.B.I .a above) shall be treated as reported. An 
arithmetic average shall be calculated using all reported data, including the defined zeros, collected within 
each day during the reporting month. The maximum value of these daily averages thus determined shall 
be reported on the DMR as the Daily Maximum. If all data are below the QL used for the analysis (QL 
must be less than or equal to the QL listed in Part I.B.I.a above), then the maximum value ofthe daily 
averages shall be reported as "<QL". If reporting for quantity is required on the DMR and the reported 
daily maximum is <QL, then report "<QL" for the quantity. Otherwise use the reported daily average 
concentrations (including the defined zeros) and corresponding daily flows to determine daily average 
quantities and report the maximum of the daily average quantities during the reporting month. 
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c. Single Damm-Any single datum required shall be reported as ^^QL^ifit is less man the QL 

analysis(QL must be less man or equal to the QL listed in Part l.B.l.a above). Om^ 
value shall be reported. 

d. Significant Digits-The permittee shall report at least me same number of significant digits as me permit 
limit foragiven parameter. Regardless of the rounding convention used (i.e.,5always rounding up orto 
the nearest even number)by the permittee, the permittee shall use the convention consistently,and shall 
ensure mat consulting laboratories employed by me permittee use the same convention. 

^ ^hole^uentTox^tyP^o^rnRe^uirernents 

l.Biolo^icallvlonitorin^atOutfall^and O u t f a l l s 

a. m accordance wim the scheduleinPartl.C.2.,below,the permittee shall couduct quarterly^ 
acute toxicity testsforthe duration ofthe permit. The permittee shall collect grab samples of final effluent 
atOutfal lO^andQutfal l^. 

The acute tests to use are: 

48 Hour Static Acute test u s i n g ^ ^ ^ ^ ^ B ^ ^ ^ 

48 Hour Static Acute test using C ^ ^ ^ ^ v ^ ^ ^ ^ 

The acute tests shall be conducted using five(5) geometric dilutions of effiuentwithaminimum of four 
(4) replicates, with five(5) organisms in each. The ^No Observed Adverse Lffect Concentrations 
(NOAT^C) as determined by hypothesis testing shall be reported on me Discharge Monitoring 
(DlVlR). The LC^ shall also be determined and noted on the submitted report. Tests in which control 
survival is less than ÔB̂  are not acceptable. 

b. The permittee may provide additional samples to address data variability. These data shall be reported. 
Test procedures and reporting shall be in accords 

c. The test dilutions shall be able to determine compliance with the following endpoint: 

NOAL^C^lOO^ 

d. The test data will be evaluated statistically for reasonable potential atthe conclusion ofthe test period. 
The data may be evaluated sooner ifrequested by the permittee or iftoxicity has been noted. Should 
evaluation of the data indicate matalimit is warranted,aWT^T limit and compliance schedule will be 
required. 

e. The permit may be modified or revoked and reissued to include pollutant specific limits in lieu ofaWLT 
limit should it be demonstrated that toxicity is due to specific parameters. The pollutant specific 
limitations must control the toxicity ofthe effluent. 

f. The results ofthe test and me testreport shall be reported w 
thetestingresults. Inno case shall this exceed 45 days from the completion ofthe test orthe submission 
due dates below,whichever occurs first. 
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2. Reporting Schedule 

The permittee shall monitor during the months specified and shall report the results on the DMR and supply a 
copy of the toxicity test report specified in this Toxics Management Program in accordance with the 
following schedule: 

Period , . Sampling Period ' , . DMEyT<eport Submission'Dates . - 7 

, < k . " 

Quarter 1 January 1, 2014-March 31, 2014 April 10,2014 
Quarter 2 April 1,2014-June 30,2014 July 10,2014 
Quarter 3 July 1, 2014 - September 30, 2014 October 10, 2014 
Quarter 4 October 1, 2014-December 31, 2014 January 10,2015 
Quarter 5 January 1, 2015 - March 31, 2015 April 10,2015 
Quarter 6 April 1,2015-June 30, 2015 July 10,2015 
Quarter 7 July 1,2015- September 30, 2015 October 10, 2015 
Quarter 8 October 1, 2015 - December 31,2015 January 10, 2016 
Annual 1 January 1, 2016-December 31, 2016 January 10, 2017 
Annual 2 January 1, 2017-December 31, 2017 January 10, 2018 

Stormwater Monitoring Requirements 

1. General Stormwater Special Conditions 

a. Sample Type 

For all stormwater monitoring required in Part LA or other applicable sections of this permit, a minimum 
of one grab sample shall be taken. Unless otherwise specified, all such samples shall be collected from 
the discharge resulting from a storm event that occurs at least 72 hours from the previously measurable 
storm event (a "measurable storm event" is defined as a storm event that results in an actual discharge 
from the site). The required 72-hour storm event interval is waived where the permittee documents that 
less than a 72-hour interval is representative for local storm events during the season when sampling is 
being conducted. The grab sample shall be taken during the first 30 minutes of the discharge. If the 
collection of a grab sample during the first 30 minutes is impracticable, a grab sample may be taken 
during the first three hours of the discharge, provided the permittee submits with the monitoring report a 
description of why a grab sample during the first 30 minutes was impracticable. I f stormwater discharges 
associated with industrial activity commingle with process or non-process water, then where practicable 
permittees must attempt to sample the storm water discharge before it mixes with the non-stormwater 
discharge. 

b. Recording of Results 

For each measurement or sample taken pursuant to the storm event monitoring requirements of this 
permit, the permittee shall record and report with the Discharge Monitoring Reports (DMRs) the 
following information: 

1. The date and duration (in hours) of the storm event(s) sampled; 
2. The rainfall total (in inches) of the storm event which generated the sampled discharge; and 
3. The duration between the storm event sampled and the end of the previous measurable storm event. 
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maddition, the permittee shall maintainamonthly log documentingthe amount ofrainf^ll received atth^ 
facility onadail^y basis. Asummarizationofthis information shall also be submitted with m^ 

Sampling Waiver 

W^enapermittee is unable to collect stormwater samples required in Part l.A or other applicable sections 
ofthispermitwithinaspecified sampling period due to adverse climatic conditions, the permittee shall 
collectasubstimte sample fromaseparate qualifying event in the next period and submit these data along 
with the data forthe routine sample in that period. Adverse weather conditions thatmay prohibit the 
collection of samples include weather conditions that create dangerous conditions forpersonoel(such as 
local flooding, high winds, hurricane, tornadoes, electrical storms, etc.)or otherwise mal^em^ 
ofasampleimpracticable(drought, extended frozen conditions, etc.). 

Representative Discharges 

WTtenafacility^ has two or more outfalls mat discharge substantially identical effluents^ 
similarities ofthe indusfrial activities, significant materials, size ofdrainage areas, and stor^ 
management practices occurring wimin the drainage areas ofthe outfalls, the permittee may testthe 
effluent ofoneofsuch outfalls and report that the quantitative data also apply to the substantially 
identical outfall(s)provided that: (l)the representative outfall determination has been approved by DLQ 
priorto data submittal; and, (2)the permittee includesmthe storm water pollution prevention pla^ 
description ofthe location ofme outfalls and explains in detail whythe outfalls are expected to discharge 
substantially identical effluents. 

Quarterly Visual examination ofStorm Water Quality 

1. The permittee shall perform and documentaquarterly visual examination ofastorm water discharge 
associated with industrial activityfrom each outfall, except discharges exempted below. The 
examination(s)shall be made at least once in each of thefollowing three-month periods: January 
throughMarch, April though June, July mrough September, and OctoberthroughD^ The 
visual examination shall be made during normal working hours, where practicable, and when 
considerations for safety and feasibility allow. I f no storm eventresulted in runoff from thefacility 
duringamonitormg quarter, the permittee is excused from visual monitoringforthatquarterprovided 
that documentation is included with me monitoringrecordsindicatingthatno runoff occurred.The 
documentation shall be signed and certifiedinaccordance with Part ll .K (Signatory Requirements)of 
this permit. 

2. Visual examinations shall be made of samples collected within the first30minutes(or as soon 
thereafter as practical, but not to exceed three hours)ofwhen the runoff or snowmelt begins 
dischargingfrom the facility. The examination shall document observations ofcolor, odor, clarity, 
floating solids, settled solids, suspended solids,foam, oil sheen and other obvious indicators of storm 
waterpollution. The examination shall be conducted inawell-litarea.No analytical tests are 
required to be performed on the samples. All samples(except snowmelt samples)shall be collected 
from the discharge resulting fromastormeventthatresultsman actual discharge from the site 
(defined asa"measurable storm event"), and that occurs at least 72 hours from the previously 
measurable storm event. The 72-hour storm interval is waived ifthe permittee is able to document 
that less thana72-hour interval is representative for local storm events duringthesamplingperiod. 
Where practicable, me same individual shall carry outthe collection and examination of discharges 
for the entire permit term. 



VA0073636 
Parti 

Pagel2of22 

3. The visual examination reports must be maintained on-site with the StormWater Pollution Prevention 
Plan(SWPPP). The report must include the outfall location, the examination date and time, 
examination personnel, the nature ofthe discharge (i.e., runoffor snow melt), visual quality ofthe 
storm water discharge (including observations of color, odor, clarity,floating solids, settled solids, 
suspended solids, foam, oil sheen, and other obvious indicators ofstormwaterpollution), and 
probable sources ofany observed storm water contamination. 

4. Ifthe facility has tvvo or more outfalls mat discharge substantially identical efflux 
similarities ofmeindusfrial activities, significant materials, size ofdrainage areas, and storm water 
management practices occurrmg within me drainage areas ofthe outfalls, me permittee may 
visual monitormg on me effluent of^ust one ofthe outfalls and reportmatme observations a l s ^ 
to the substantially identical outfall(s), provided mat the permittee includes in the storm water 
pollution prevention planadescription ofthe location of me outfalls and explains in detail why the 
outfalls are expected to discharge substantially identical effluents. In addition, for each outfall that 
the permittee believes is representative, an estimate ofthe size ofthe drainage area (m square feet) 
and an estimate of me runoff coefficient of the drainage area (i.e., low(under 40 percent), medium 
(40 to 65 percent), or high(above 65 percent))shall be provided in the plan. 

5. When the permittee is unable to conduct the visual examination due to adverse climatic conditions, 
the permittee must document me reason for not performing the visual examination and retain mis 
documentation onsite with the records ofthe visual examinations. Adverse weather conditions that 
may prohibitthe collection ofsamples include weather conditions that create dangerous conditions 
for personnel(such as local flooding, high winds, hurricane, tornadoes, electrical storms, etc.)or 
otherwise make the collection ofasampleimpracticable(drought, extended frozen conditions, etc.). 

f. Allowable Non-Storm Water Discharges 

1. The fallowing non-storm water discharges are authorized by mis permitprovided the non-storm water 
component of the discharge is in compliance with f^2)belowB 

a. Discharges from fire fighting activities; 
b. Fire hydrant flushings; 
c. Potable water mcluding water line flushings; 
d. Uncontaminated air conditioning or compressor condensate; 
e. Irrigation drainage; 
f. Landscape watering provided all pesticides, herbicides andfertilizers have been applied in 

accordance with manufacturer'sinstructions; 
g. Pavementwash waters where no detergents are used and no spills or leaks oftoxic or hazardous 

materials have occurred(unless all spilled material has been removed); 
h. Routine external building wash down which does not use detergents; 
i . Uncontaminated ground water or spring water; 
^. Foundation orfooting drains where flows are not contaminated with process materials; and 
k. mcidental windblown mist from cooling towers that collects on rooftops or adjacent portions of 

me facility,butNOT intentional discharges from the coolingtower(e.g.,"piped"coolingtower 
blowdown or drains). 

2. Lxceptforflows from frre fighting activities, the Storm Water Pollution Prevention Plan must 
include: 

a. Identification ofeach allowable non-storm water source; 
b. The location where the non-storm water is likely to be discharged; and 
c. Descriptions ofappropriateBMPs for each source. 
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3. Ifmist blown from cooling towers is included as one ofthe allowable non-storm water discharges 
from me f^cility,the permittee must specifically evaluate the dischargeforthe presence of chemicals 
usedinthecoolingtower. The evaluation shall be included in the SWPPP. 

g. Releases ofTlazardous Substances or Oil in excess ofReportable Quantities 

TTie discharge ofhazardous substances or oil in me storm water discharge(s)from the facility shall be 
prevented orminimized in accordance with the storm water pollution prevention plan fr^rthe facility. 
This permit does not authorize the discharge ofhazardous substances or oil resulting from an on-site spill. 
This permit does not relieve me permittee of me reportmg requirements of 40 CPR110,4^ 
40CPR302or^62.1-44.34:l^oftheCodeofVirginia. Whereareleasecontainingahazardous 
substance or oilman amount equal to or in excess ofareportable quantity established under either 40 
CPR110,40CPR117or40CPR302occursduringa24-hourperiod: 

1. The permittee is required to notify the Department in accordance wim me requirements ofPa^ 
(Reports ofUnauthorizedDischarges)of this permit as soon as he or she has knowledge ofthe 
discharge; 

2. WTiereareleaseentersamunicipal separate storm sewer system (MS4), the permittee shall also notify 
the owner ortheMS4;and 

3. The storm waterpollution prevention plan required by this permit must be reviewed to identify 
measures to prevent me reoccurrence ofsuch releases and to respond to such releases, and the plan 
must be modified where appropriate. 

h. AdditionalRequirementsfor Salt Storage 

Storage piles of salt orpilescoutainingsaltusedfordeicing or other commercial or industrial purposes 
shall be enclosed or covered to prevent exposure to precipitation. The permittee shall Implement 
appropriate measures(e.g., good housekeeping, diversions, containment)to minimize exposure resulting 
from adding to or removing materials from the pile. All salt storage piles shall be located on an 
impervious surface. All runoff from the pile, and/orrunoffthatcomesincontactwith salt, including 
under drain systems, shall be collected and contained withinabermed basin lined with concrete or other 
impermeable materials., orwithin an underground storage tank(s),orwithin an above ground storage 
tanl^(s), or disposed ofthroughasanitarysewer(wim me permission ofthe treatment facility). A 
combination ofany or all ofthese methods may be used. In no case shall salt contaminated storm water 
be allowed to discharge directly to the ground or to state waters. 

2. StormWater Pollution Prevention Plan 

Astorm waterpollution prevention plan (SWPPP)forthefacilitywas required to be developed and 
implemented underthe previous permit. The existing storm waterpollution prevention plan shall be reviewed 
and modified, as appropriate, to conform to the requirements of this section. 

Permittees shall implementme provisions of me storm water pollution preventionplanasaconditionofthis 
permit. 

The storm waterpollution prevention plan requirements ofthispermitmay be fulfilled, in part, by 
incorporating byreferenceotherplans or documents such asaspill prevention control and countermeasure 
(SPCC)plan developed f^rthefacilityunderSection^llofthe Clean Water Act, or bestmanagem 
practices (BMP) programs omerwiserequiredforthefacilit^,providedmatmem^ 
exceeds the planrequirementsofPartl.D.2.b(Contentsofthe Plan). All plans incorporated byreference into 
me storm water pollution prevention plan become enforceable underthis permit. Ifaplan incorporated by 



VA0073636 
Parti 

Pagel4of22 
reference does not contain all ofthe required elements ofthe SWPPPofPartl.D.2.b the permittee shall 
develop the missing SWPPP elements and include them in the required plan. 

a. Deadlinesfor Plan Preparation and Compliance 

1. Thefacility shall prepare and implementthe plan as expeditiously as practicable, but not laterthan 
270 days from the effective date ofthe permit. 

2. Measures That Require Construction. Incases where construction is necessary to implement 
measures required bythe plan, the plan shall containaschedulethatprovides compliance with the 
plan as expeditiously as practicable, butnolaterthan^yearsafrerme effective date ofthis permit. 
Whereaconstruction compliance schedule is included in the plan, the schedule shall include 
appropriate nonstrucmraland/ortemporaryconfrols to be implemented in me affected po^ 
me facility priorto completion ofthe permanent control measure. 

b. Contents ofthe Plan 

The contents ofthe SWPPP shall complywith the requirements listed below.The plan shall include, ata 
minimum, thefollowing items: 

1. Pollution PreventionTeam. The plan shall identifythestaffindividuals byname ortitle that 
comprise the facility^ storm water pollution prevention team. The pollution prevention team is 
responsible f^r assisting thefacility or plant manager in developing, implementing, maintaining, 
revising, and ensuring compliance with thefacility^s SWPPP. Specific responsibilities of each staff 
individual on the team shall be identified and listed. 

2. Site Description. The plan shall include the following: 

a. Activities atthe Facility, A description ofthe namre ofthe industrial activities atthe facility. 

b. General LocationMap. A general location map(e.g.,USGS quadrangle or othermap)with 
enough detail to identif^me location of 
thefacility. 

c. Site Map. A site map identifying thefollowing: 

(i) The size ofthe property (in acres); 
(ii) fhe location and extent of significant strucmres and impervious surfaces(roofs, paved 

areas and other impervious areas); 
(iii) Locations ofall storm water conveyances including ditches, pipes, swales, and inlets, and 

the directions of storm water flow(use arrows to showwhich ways storm waterwill 
flow); 

(iv) Locations ofall existing structural and source control BMPs; 
(v) Locations ofall surface water bodies, including wetlands; 
(vi) Locationsofpotential pollutant sources identified under PartlD.2.b3; 
(vii) Locations where significantspills or leaks identified under Partl.D.2 behave occurred; 
(viii) Locations ofthe following activities where such activities are exposed to precipitation: 

fueling stations; vehicle and equipmcntmaintenanceand/or cleaning areas; 
loading/unloading areas; locationsusedforthetreatment, storage or disposal ofwastes; 
liquid storage tanks; processing and storage areas; access roads, rail carsand tracks; 
transfer areasfor substances in bulk; and machinery; 
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(ix) Locations of storm water outfalls and an approximate outline ofthe area draining to each 

outfall, and location ofmunicipal storm sewer systems, ifthe storm water from the 
facility discharges to them; 

(x) Location and description ofall non-storm water discharges; 
(xi) Location of any storage piles containing salt usedfordeicing or omer commercial or 

industrial purposes; and 
(xii) Locations and sources of runon to the site from adjacent property,where the runon 

contains significant quantities of pollutants. Lhe permittee shall include an evaluation 
wim the SWPPP ofhowme quality of the storm waterrunning onto mefacility impacts 
the facility^ storm water discharges. 

d. Receiving Waters andWetlands. Lhe name ofall surface waters receiving discharges from the 
site, including intermittent streams, dry sloughs, and arroyos. Provideadescriptionofwetland 
sites that may receive discharges from the facility. I f thefacility discharges throughamunicipal 
separate storm sewer system (MS4), identify the MS4operator,and the receiving water to which 
the MS4 discharges. 

3. Summary ofPotential Pollutant Sources. Lhe plan shall identify each separate area at the facility 
where industrial materials or activities are exposed to storm water. Industrial materials or activities 
include, hut are not limited to: material handling equipment or activities, industrial machinery,raw 
materials, indusfrial production and processes, intermediate products, byproducts, final products, and 
waste products. Material handling activities include, hut are not limited to: the storage, loading and 
unloading, transportation, disposal, or conveyance ofany raw material, intermediate product, final 
product orwaste product. Por each separate area identified, the description shall include: 

a. Activities in Area. A list of the activities(e.g., material storage, equipment fueling and cleaning, 
cutting steel beams); and 

b. Pollutants. A list ofthe associated pollutant(s)or pollutant constiments(e.g.,crankcase oil, zinc, 
sulfuric acid, cleaning solvents, etc.)foreach activity. Lhe pollutant list shall include all 
significant materials handled, treated, stored or disposed that have been exposed to storm water in 
the three years priorto the date this SWPPP v̂as prepared or amended. Lhe list shall include any 
hazardous substances or oil at the facility. 

4. Spills and Leaks. Lhe SWPPP shall clearly identify areas where potential spills and leaks that can 
contribute pollutants to storm water discharges can occur and their corresponding outfalls. Lheplan 
shall mcludealist of significant spills and leaks oftoxic or hazardous pollutants that actually 
occurred at exposed areas, or that drained toastorm water conveyance during the three-year period 
priorto the date this SWPPP was prepared or amended. Lhe list shall be updated i f significant spills 
or leaks occur in exposed areas ofthefacility during the term of the permit. Significant spills and 
leaks include releases ofoil or hazardous substances in excess ofreportable quantities, and may also 
include releases ofoil or hazardous substances that are not in excess ofreporting requirements. 

5. Sampling Data. Lhe plan shall includeasummary of existing storm water discharge sampling data 
taken at the facility. Lhe summary shall include, ataminimum, any data collected duringthe 
previous permit term. 

6. StormWater Controls. 

a. BMPs shall be implementedfor all the areas identified in Part l.D.2.b.3 (Summary ofPotential 
Pollutant Sources)to prevent or control pollutants in storm water discharges from the facility. All 
reasonable steps shall be taken to control or address the quality ofdischarges from the site that 
may not originate at the facility. Lhe SWPPP shall describe the type, location and 
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implementation ofallBMT^s for each area where industrial materials or activities are exposed to 
stormwater. Selection ofBMPs shall take into consideration: 

(i) Thatpreventing storm water from coming into contact with polluting materials is 
generally more effective, and less costly,man trying to remove pollutants from storm 
water; 

(II) BMT̂ s generally shall be used in combination with each other formost effective water 
quality protection; 

(III) Assessing the type and quantity of pollutants, including theirpotential to impact 
receiving water qualit^,is critical to designing effective control measures; 

(Iv) That minimizing Impervious areas atthe facility can reduce runoff and Improve 
groundwaterrecharge and stream base flowslnlocal streams (however, care shall he 
taken to avoid ground water contamination); 

(v) Plow attenuation by use ofopen vegetated swales and natural depressions can reduce in 
stream impacts of erosive flows; 

(vi) Conservation or restoration of riparian buffers will help protect streams from storm water 
runoff and improve water quality; and 

(vii) Treatment interceptors(e.g., swirl separators and sand filters)may be appropriate in some 
instances to minimize the discharge of pollutants. 

b. Control Measures. The permittee shall implementmefollowing types ofBMPs to prevent and 
control pollutants in me storm water discharges from the facility,unless it can be demonstrated 
and documented that such controls are not relevant to the discharges(e.g., there are no storage 
piles containing salt). 

(i) Good Housekeeping. The permittee shall keep clean all exposed areas ofthefacilitythat 
are potential sources of pollutants to storm water discharges. Typical problem areas 
include areas around frash containers, storage areas, loading docks, and vehiclefueling 
and maintenance areas. The plan shall includeascheduleforregular pickup and disposal 
of waste materials, along wim routine inspections for leaks and conditions of drums, 
tanks and containers. The introduction ofraw,finalorwaste materials to exposed areas 
of mefacility shall be minimized to the maximum extent practicable. The generation of 
dust, along with off-site vehicle tracking of raw,final or waste materials, or sediments, 
shall be minimized to the maximum extent practicable. 

(ii) eliminating andMinimizingBxposure. Totheextentpracticable, industrial materials and 
activities shall be located inside, or protected byastorm-resistant covering to prevent 
exposure to rain, snow,snowmelt, and runoff. Note: eliminating exposure at all 
industrial areas may make thefacility eligible forme "ConditionalLxclusionfor 
Bxposure"provisionof^VAC25-31-120B, thereby eliminatingthe need to havea 
permit. 

(iii) Preventive Maintenance. The permittee shall haveapreventive maintenance program 
that includes regular inspection, testing, maintenance and repairing of all industrial 
equipment and systems to avoid breakdowns orfailures that could result in leaks, spill 
andotherreleases. This program is in addition to the specific BMP maintenance required 
under Part 1.D.2.C (Maintenance ofBMPs). 

(iv) Spill Prevention andResponseProcedures.The plan shall describe the procedures that 
will be followed forpreventingandrespondingto spills and leaks. 

a. Preventive measures include barriers between material storage and traffic areas, 
secondary containmentprovisions, and proceduresformaterial storage and handling. 



VA0073636 
Parti 

Pagel7of22 

b. Response procedures shall include notification ofappropriate facility personnel, 
emergency agencies, and regulatory agencies, and procedures for stopping, 
containing and cleaning up spills. Measuresfor cleaning up hazardous material spills 
or leaks shall be consistentwith applicable RCRA regulations at 40 CPR Part 264 
and40CPRPart265. employees who may cause, detect orrespondtoaspill or leak 
shall be trained in these procedures and have necessary spill response equipment 
available. I f possible, one of these individuals shall beamember of the Pollution 
PreventionTeam. 

c. Contact informationfor individuals and agencies mat shall be notified in tbe event of 
aspill shall be included in the SWPPP ând in other locations where it will be readily 
available. 

(v) RoutinePacilityInspections. Pacilitypersonnelwhopossesstheknowledgeandskillsto 
assess conditions and activities that could impact storm water quality at the facility,and 
who can also evaluate me effectiveness ofBMPs shall regularly inspect all areas ofthe 
facilitywhere industrial materials or activities are exposed to storm water. These 
inspections are in addition to, or as part of, the comprehensive site evaluation required 
under Part l.D.2.d. At least one member ofthe Pollution PreventionTeam shall 
participate in the routine facility inspections. 

The inspection frequency shall be specified in the plan based uponaconsideration of the 
level ofindustrial activity at thefacility,but shall beaminimum of quarterly unless more 
frequent intervals are specified elsewhere in the permit or written approval is received 
from the Departmentfor less frequent intervals. At least once each calendaryear, the 
routine facility inspection shall be conducted duringaperiodwhenastorm water 
discharge is occurring. 

Any deficiencies in the implementation of the SWPPP that arefound shall be corrected as 
soon as practicable, but not laterthan within 30 days ofthe inspection, unless permission 
foralater date isgranted in writing by the Director. The results ofthe inspections shall 
be documented in me SWPPP,along with the date(s)anddescription(s)ofany corrective 
actions thatwere taken in response to any deficiencies or opportunitiesfor improvement 
that were identified. 

(vi) LmployeeTraining. The permittee shall implementastorm water employee training 
programforthefacility. The SWPPP ̂ hallincludeaschedulefor all types ofnecessary 
training, and shall document all training sessions and the employees who received the 
training. Training shall be provided for all employees who work in areas where industrial 
materials or activities are exposed to storm water, and for employees who are responsible 
for implementing activities identified in the SWPPP(e.g., inspectors, maintenance 
personnel, etc.). The training shall coverthe components and goals ofthe SWPPP,and 
include such topics as spill response, good housekeeping, material management practices, 
BMP operation and maintenance, etc. The SWPPP shall includeasummary of any 
training performed. 

(vii) Sediment andLrosion Control. The plan shall identify areas atthefacility that, due to 
topography,landdisturbance(e.g., construction, landscaping, site grading), or other 
factors, haveapotential for soil erosion. The permittee shall identify and implement 
structural, vegetative, and/or stabilization BMT̂ s to prevent or control on-site and 
erosion and sedimentation. Plow velocity dissipation devices shall be placed at discharge 



Parti 
Pagel8of22 

locations and along the length of any outfall channel ifthe flows would otherwise create 
erosive conditions. 

(viii) Management ofRunoff. The plan shall describe the storm water runoffmanagement 
practices (i.e., permanent structural BMPs)forthe facility. These types ofBrvlPs are 
typically used to divert, infiltrate, reuse, or otherwise reduce pollutants in storm water 
discharges from the site. Structural BMPs may requireaseparate permit under^404 of 
the CWAand the Virginia Water Protection Permit Program Regulation (^VAC25-210) 
before installation begins. 

Maintenance 

AllBMT^s identified in the SWPPP shall be maintained in effective operating condition. Stormwater 
BMT̂ s identified in the SWPPP ^hall be observed during active operation (i.e., duringastorm water 
runoffevent) to ensure thatthey are functioning correctly. Where discharge locations are inaccessible, 
nearby downstream locations shall be observed. The observations shall be documented in the SWPPP. 

The SWPPP ^hallincludeadescription of procedures andaregularschedulefor preventive maintenance 
of all BMPs, and shall includeadescription of the back-up practices that are in place shouldarunoff 
event occurwhileaBMP is off-line. The effectiveness ofnonstructuralBMPs shall also be maintained 
by appropriate means(e.g., spill response supplies available and personnel trained, etc.). 

I f site inspections required by Part l.D.2.b.6.b(v)(Routine Facility mspections)or Part l.D.2.d 
(Comprehensive Site Compliance Fvaluation)identifyBMPs that are not operating effectively,repairs or 
maintenance shall be performed before the next anticipated storm event. Ifmaintenancepriorto the next 
anticipated storm event is not possible, maintenance shall be scheduled and accomplished as soon as 
practicable. Inthe interim, back-up measures shall be employed and documented in the SWPPP until 
repairs or maintenance is complete. 

Documentation shall be keptwith the SWPPP ofmaintenance and repairs ofBMPs, including the date(s) 
of regularmaintenance,date(s)of discovery of areas in need of repair or replacement, andfor repairs, 
date(s)mattheBMP(s)remrned to full function, and the justificationfor an 
repair schedules. 

Comprehensive Site Compliance evaluation 

The permittee shall conduct comprehensive site compliance evaluations at least onceayear. The 
evaluations shall be done by qualified personnel who possess the knowledge and skills to assess 
conditions and activities that could impact storm water quality at thefacility,and who can also evaluate 
the effectiveness ofBMPs. The personnel conducting the evaluations may be eitherfacility employees or 
outside constituents hired by thefacility. 

1.Scope ofthe Compliance evaluation, evaluations shall include all areas where industrial materials or 
activities are exposed to storm water,as identified in Part l.D.2.b.3.The personnel shall evaluate: 

a. mdusfrial materials, residue ortrash that may have or couldcome into contactwith storm water; 

b. Leaks or spills from industrial equipment, drums, barrels, tanks or other containers that have 
occurred within the past three years; 

c. Off-site frackingofindusfrial or waste materials or sediment where vehicles enter or exitthe site; 

d. Tracking or blowing of raw,finalorwaste materials from areas of no exposure to exposed areas; 
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e. Bvidence of, orthe potential for, pollutants entering the drainage system; 

f. Bvidence of pollutants dischargingto surface waters at allfacility outfalls, and the condition of 
and around the outfall, including flow dissipation measures to prevent scouring; 

g. Review oftraining performed, inspections completed, maintenance performed, quarterlyvisual 
examinations, and effective operation ofBlvlPs; 

h. Results ofboth visual and any analytical monitoring done during the past year shall be taken into 
consideration during the evaluation 

2. Based on the results ofthe evaluation, the SWPPP ̂ hall be modified as necessary(e.g., show 
additional controls on me map required by Part l.D.2.b.2.c; revise me description of controls req^uirê  
by Part f.D.2.b.6 to include additional ormodifiedBMPs designed to correct problems identified). 
Revisions to the SWPPP shall he completed within 30 daysfollowingthe evaluation, unless 
permissionforalater date is granted in writing hythe Director. I f existingBMPs need to be modified 
or i f additional BlvlPs are necessary,implementation shall he completed before the next an̂  
storm event, ifpracticable,butnotmore than 60 days after completion ofthe comprehensive site 
evaluation, unless permissionforalater date is granted in writing by the Department; 

3. Compliance evaluation Report. A report shall be written summarizingthe scope ofthe evaluation, 
name(s)ofpersonnelmakingthe evaluation, me date ofthe evaluation, and all observations relating 
to me implementation ofthe SWPPP,including elements stipulated in Part l.D.2.d.l.athroughPart 
l.D.^.d.l.f above. Observations shall include such things as: the location(s)of discharges of 
pollutants from me site; location(s)ofpreviouslyunidentified sources of pollutants; location(s)of 
BM^sthatneedtobemaintainedorrepaired;location(s)offailedBlvlPsthatneedreplacement; and 
location(s)whereadditionalBMPs are needed. The report shall identify any incidents of 
noncompliance thatwere observed. Whereareport does not identify any incidents of noncompliance, 
me report shall cont^inacertificationthatthe facility is in compliance with the SWPPP and this 
permit. The report shall be signed in accordance withPartll.^(SignatoryRequirements)ofthis 
permit and maintained with the SWPPP. 

4. ^Vbere compliance evaluation schedules overlap with routine inspections required under Part 
l.D.2.b.6.b(v), the annual compliance evaluation may be used as one ofthe routine inspections. 

Signature and Plan Review 

1. Signamre/Location.fhe SWPPP shall be signed in accordance with Partll.K (Signatory 
Requirements)ofmis permit, dated, and retained on-site atthefacility covered bythis permit in 
accordance withPartll.B.2(Records)ofthis permit. All other changes to the SWPPP,and other 
permit compliance documentation, shall be signed and dated by the person preparing the change or 
documentation. 

2. Availability.fhe permittee shall make the SWPPP,annualsitecomplianceevaluationreport, and 
other information available to the Department upon request. 

3. RequiredModifications The Directormaynotifythe permittee atanytimethattheSWPPP^ 
or other components ofthe facility^ storm waterprogram do not meet one ormore ofthe 
requirements ofthispermit.fhe notification shall identify specific provisions ofthe permitthat are 
not beingmet, and may include required modifications to the storm waterprogram, additional 
n^onitoringrequirements, and special reportingrequirements.fhe permittee shallmakeanyrequ 
changes to the SWPPP within 60 days ofreceipt of such notification, unless permission foralater 
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date is granted in writing by the Director, and shall submitawritten certification to the Director that 
the requested changes have been made. 

f. MaintaininganUpdated SWPPP 

1. The permittee shall review and amend the SWPPP as appropriate whenever: 

a. There is construction orachange in design, operation, or maintenance at thefacility that hasa 
significant effect on the discharge, orthepotentialforme discharge, of pollutants from 
facility; 

b. Routine Inspections or compliance evaluations determine mat there are deficiency 

c. mspections by local, state, orfederal officials determine that modifications to me SWPPP are 
necessary; 

d. There isaspill, leak or otherreleaseatthe facility; or 

e. There is an unauthorized discharge from the facility. 

2. SWPPP modifications shall he made within 30 calendar days after discovery,ohservation or event 
requiringaSWPPP modification. Implementation of new or modifiedBMPs(distinct from regular 
preventive maintenance of existingBMPs described in Part l.D.2.b.6.b(iii) shall be initiated before 
the next storm event i f possible, but no laterthan 60 days after discovery,or as otherwise provided or 
approved bythe Director. The amount oftime taken to modifyaBMP or implement additional 
BMPsshallbedocumentedinthe SWPPP. 

3. I f the SWPPP modification is based onareleaseorunauthorized discharge, includeadescription and 
date ofme release, me circumstances leading to the release, actions taken in response to the release, 
and measures to prevent the recurrence of such releases. Unauthorized releases and discharges are 
subjectto the reporting requirements ofPartll.O(ReportsofUnauthorizedDischarges)of this 
permit. 

^ Other Recrements and Special Conditions 

1. Operation andMaintenance(O^M)Manual Requirement 
The permittee shall maintainacurrent Operations and Maintenance(O^M)Manualforthefacilityt^^ 
accordance wim VirginiaPollutant Discharge elimination System Regulations, ^VA025-31. 

The O ^ M Manual and subsequent revisions shall include the manual effective date and meet Part 11.1̂ .2 and 
Part ll.^.^Signatory Requirements of the permit. Any changes in the practices and proceduresfollowed by 
me permittee shall be documented in the O^MManual within ^0 days ofthe effective date ofthe changes. 
The permittee shall operate the treatment works in accordance with me O^M Manual and shall mâ e the 
O^M manual available to Department personnel forreviewduringfacility inspections. Within 30 days ofa 
request by DLQ^ the current O^M Manual shall ̂  

The Oc^M Manual shall detail the practices and procedures which will be followed to ensure compliance with 
me requirements ofthis permit. This manual shall include, butnotnecessarily be limited to, the following 
items, as appropriate: 

a. Permitted outfall locations and techniques to be employed in the collection, preservation, and 
analysis of storm water samples; 

b. Proceduresfor measuring and recording the duration and volume of storm water discharged; 
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c. Discussion ofBest Management Practices, i f applicable; 
d. Proceduresfor handling, storing, and disposing of all wastes, fluids, and pollutants characterized in 

Part 1.L.3 that will prevent these materials from reaching state waters. List type of wastes, fluids, 
andpollutants(e.g.chemicals)storedatthisfacility; 

e. List offacility,local and state emergency contacts; and 
f. Proceduresfor reporting and responding to any spills. 

. Notification Levels 
The permittee shall notify the Department as soon as they know or have reason to believe: 
a. That any activity has occurred or will occur which would result in the discharge, onaroutine or 

frequent hasis,ofany toxic pollutant which is not limited in this permit, i f mat discharge w i l l e d 
the highest of thefollowing notification levels: 
(1) One hundred micrograms per liter; 
(2) Two hundred micrograms per literfor acrolein and acrylonitrile; five hundred micrograms 

per literfor2,4-dinifrophenol and for2-memyl-4,6-dinitrophenol; and one milligram per 
for antimony; 

(3) Pive times me maximum concentration value reportedfor that pollutant in the permit 
application; or 

(4) The level established by the Board. 
b. That any activity has occurred or will occur which would result in any discharge, onanonroutine or 

infrequent basis, ofatoxicpollutant,which is not limited in this permit, i f that discharge will exceed 
the highest ofthe following notification levels: 
(1) Pive hundred micrograms per liter; 
(2) One milligram per liter for antimony; 
(3) Ten times the maximum concentration value reportedforthat pollutant in the permit 

application; or 
(4) The level established by the Board. 

Materials Plandling/Storage 
Any and all product, materials, indusfrial wastes, and/orotherwastes resulting from the purchase, sale, 
mining, extraction, transport, preparation, and/or storage ofraw or intermediate materials, final product, 
byproduct orwastes, shall be handled, disposed of, and/or stored in suchamanner and consistent with Best 
Management Practices, so as not to permitadischarge of such product, materials, industrial wastes, and/or 
other wastes to State waters, except as expressly authorized. 

Water Quality Criteria Reopener 
Should efr^uent monitoring indicate the need for any water quality-based limitations, mis perm 
modified or alternatively revoked and reissued to incorporate appropriate limitations. 

Water Quality CriteriaMonitoring 
maddition to the compliance monitoring required in Part 1.A of me permit, the permittee shall monitorthe 
effluent at Outfall 00^ twice during the permit termforthe substances notedly 
Criteria Monitoring^ according to me indicated analysis number, quantification level, sample type and 
frequency. Monitoring shall be conducted during me mird year andfourth years ofthe permit^sterm. Using 
AttachmentAas the reportingform, the data shall be submitted with me next applicationforreissu^ 
which is due at leastl^O days priorto the expiration date of this permit. Monitoring and analysis shall be 
conducted in accordance with 40 CPRPart 136 or alternative r^PAapproved methods. It is the responsibility 
ofme permittee to ensure mat properQABQC protocols are followed duringthe sample gathering and 
analytical procedures. The DLQ will use these dataformakingspecificpermit decisions in mem This 
permit may be modified or,alternatively,revoked and reissued to incorporate limitsfor any ofthe subst^ 
listed in Attachment A. 
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6 PCB Monitoring 
The permittee shall monitorthe discharge at Outfall 004forPolychlorinatedBiphenyls(PCBs). T'he 
permittee shall conduct the sampling and analysis in accordance with the requirements specified below. Ata 
minimum: 

a. Monitoring and analysis shall be conducted in accordance with the most current version ofT^PAMethod 
1668 or other equivalent methods capable ofproviding low-detection level, congener specific results. 
A^y equivalent method shall be submitted to DBQ-l^Oforreview and approval priortosarnpling and 
analysis. It is me responsibility of me permittee to ensure mat properQA/QC protocols are followed 
during the sample gathering and analytical procedures. The sampling protocol shall be submitted to 
DBQ-NROfor review and approval priorto the first sample collection. 

b. The permitte shall collect two (2)samples within the term of this permit. Samples shall be representative 
ofatypicaldischargefrom this outfall afterarain event. 

c. Bach sample shall consist ofaminimum21itervolume. 

d. The data shall be submitted to DBQ-NRObyme 10^ day ofthe monthfollowingreceipt ofthe results. 
The permittee shall submit the results electronically. The submittal shall include the unadjusted and 
appropriately qualified individual PCB congener analytical results. Additionally,laboratory and field 
QA/QC documentation and results shall be reported. Total PCBs are to be computed as the summation 
ofthe reported, quantified congeners. 

7. BMP Plan. ITdissolved copper concenttations at either or both Outfall 002 or Outfall 006 exceed the 
established monitoring end-point of l^ug/L during any quarterly monitoring period, me facility s 
aBestManagement Practices (BM^)planforthe reduction ofmetals contamination.The BMP plan shall be 
submitted to the Department ofBnvironmental Quality-Northern Regional O f f i c e r 
within 60 days of submittal ofthe samplingresulttoDBQ.Upon approval, the BMP plan becomes an 
enforceable part ofthe permit. The permittee shall amend the BMP plan wheneverthereisachange in the 
facility or operation of mefacility which materially increases the potential to discharge signific 
pollutants or ifthe BMP plan proves to be ineffective in preventing the release ofsignificant amounts of 
pollutants.Changes to the BMT̂  plan shall be submitted for staff approval within ^0 days o f m e e ^ 
ofthe changes. Upon approval, the amended BMT̂  plan becomes an enforceable part ofthe permit. 

8. Total Maximum Daily Load (TMDL)Reopener 
This permit shall be modified or alternatively revoked and reissued ifany approved wasteload allocation 
procedure, pursuantto Section 303(d) ofthe Clean WaterAct, imposes wasteload allocations, limits or 
conditions on the facility that are not consistent with the permit requirements. 
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CONDITIONS A^FLICABLLTO ALL VFDBSFLR^vllTS 

A^ Monitoring 

1. Samplesandmeasurementstakenasrequiredbythispermit shall berepresentativeoftbemonitored 
activity. 

2. Monitoring shall be conducted according to procedures approved under Title 40 Code of Federal 
RegulationsFart 136oraltemativemethodsapprovedbytheU.S.Lnvironmental Protection Agency, 
unless other procedures have been specified in this permit. 

3. Thepermitteeshallperiodically calibrateandperform maintenanceproceduresonallmonitoringand 
analytical instrumentation at intervals thatwill insure accuracy of measurements. 

4. Samples taken as required by this permit shall be analyzed in accordance with 1VAC30-45, Certification 
for Noncommercial environmental Laboratories, or 1VAC30-46, Accreditation for Commercial 
environmental Laboratories. 

B^ Records 

1. Records ofmonitoring information shall include: 
a. The date, exact place, and time ofsampling or measurements; 
b. The individual(s)who performed the sampling ormeasurements; 
c. The date(s)andtime(s)analyses were performed; 
d. The individual(s)who performed the analyses; 
e. The analytical techniques or methods used; and 
f. The results of such analyses. 

2. Bxceptfor records of monitoring information requiredby this permit related to me permittees sewage 
sludge use and disposal activities,which shall be retainedforaperiod of at least five years, the permittee 
shall retain records of all monitoring information, including all calibration and maintenance records and 
all original strip chart recordingsfor continuous monitoring instrumentation, copies of all reports required 
by this permit, and records of all data used to complete the applicationfor this permit,foraperiod of at 
least3years from the date of the sample, measurement, report or application. This period of retention 
shallbe extended automaticallyduring the course of any unresolved litigation regarding the regulated 
activity or regarding control standards applicable to the permittee, or as requested bythe Board. 

Ĉ  Reporting Monitoring Results 

1. The permittee shall submit the results of the monitormg required by this permit not later than the 1 ^ 
ofthe month after monitoring tal̂ es place, unless another reporting schedule is specified elsewhere in this 
permit. Monitoring results shall be submitted to: 

Department ofLnvirornnental Quality-Northern Regional Office (DLQ-NRO) 
13^01 Crown Court 
Woodbridge,VA221^3 

Monitoring results shall be reported onaDischarge Monitoring Report (DMT )̂ or onforms provided, 
approved or specified by the Department. 

2. If the permittee monitors anypollutant specifically addressed bythis permit morefrequentlythan required 
by this permit using test procedures approved under Title 40 ofthe Code ofFederal Regulations Part 136 
or using other test procedures approved by the U.S. Lnvironmental Protection Agency or using 
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procedures specifiedmmis permit, me results of this monitoring shall be included in me ca l cu^ 
reporting ofme data submitted in the DMR or reportingform specified by the Department. 

3. Calculationsfor all limitations which require averaging of measurements shall utilize an arithmetic mean 
unless otherwise specified in this permit. 

^ ^uty to Provide information 

The permittee shall mrnish to the De 
may request to determinewhethercauseexistsfor modifying, revokingandreissuing,or terminating this 
permit or to determine compliance with this permit. The Board may require the permittee to furnish, upon 
request, suchplans, specifications,andotherpertinentinformationasmayhenecessary todeterminethe 
ef^ct of me wastesfrom this discharge on the quality of state waters, or such omer informational may be 
necessary to accomplish the purposes ofthe State Water Control Law. The permittee shall also furnish to the 
Department upon request, copies of records required to he kept hythis permit. 

^ Compliance Schedule Reports 

Reports ofcompliance or noncompliancewith,or any progress reports on, interim and final requirements 
contained in any compliance schedule of this permit shall be submitted no later than l^daysfollowing each 
schedule date. 

^ Unauthorised discharges 

Bxcept in compliance with mis permit, or another permit issued by the Board, it shall be unlawful for any 
person to: 

1. Discharge into state waters sewage, industrial wastes, otherwastes, or any noxious or deleterious 
substances; or 

2. Otherwise alterthe physical, chemical orbiological properties ofsuch state waters and mal̂ e them 
detrimental to me public health, orto animal or aquatic life, orto the use of such watersfor domestic or 
industrial consumption, orfor recreation, or for other uses. 

^ Reports ofUnauthorized discharges 

Arty permittee who discharges or causes or allowsadischarge of sewage, industrial waste, otherwastes or any 
noxious or deleterious substance into or upon state waters inviolation of Part ll.P.;or who discharges or 
causes or allowsadischarge that may reasonably be expected to enter state waters in violation ofPartll.P., 
shall notify the Department ofthe discharge immediately upon discovery ofthe discharge, but in no case later 
than24 hours after said discovery, Awritten report of the unauthorized discharge shall be submitted to the 
Department, within five days ofdiscovery ofthe discharge. The written report shall contain: 

1. A description ofthe nature and location ofthe discharge; 
2. The cause ofthe discharge; 
3. The date on which the discharge occurred; 
4. The length oftime that the discharge continued; 
5. The volume ofthe discharge; 
6. Ifthe discharge is continuing, how long it is expected to continue; 
7. Ifthe discharge is continuing, whatthe expected total volume ofthe discharge will be; and 
8. Any steps planned ortaken to reduce, eliminate and preventarecurrence ofthe present discharge or any 

future discharges not authorized bythis permit. 
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Discharges reportable to the Department under me immediate reporting requirements of other regulations^ 
exempted from this requirement. 

^ Reports ofUnnsuai or extraordinary discharges 

IT any unusual or extraordinary discharge includingabypass or upset should occur fromatreatment works 
and the discharge enters or could be expected to enter state waters, the permittee shall promptly notify,in no 
case later than24 hours, the Department by telephone after the discovery of the discharge. This notification 
shall provide all available details ofme incident, including any adverse affects on aquatic life and me k^ 
number of fish killed. The permittee shall reduce me report to writing and shall submit it to the Department 
within five days ofdiscoveryof the discharge in accordance with Part 11.1.2. Unusual and extraordinary 
discharges include but are not limited to any discharge resulting from: 

1. Unusual spillage of materials resulting directly or indirectly from processing operations; 
2. Breakdown of processing or accessory equipment; 
3. Failure ortaking out ofservice some or all ofthe treatment works; and 
4. Flooding or other acts of nature. 

L Reports ofNoncompiiance 

The permittee shall report any noncompliancewhichmayadverselyaffect state waters or mayendanger 
public health. 

1. An oral report shall be provided within24hours from the time the permittee becomes aware of the 
circumstances. Thefollowing shall be included as information which shall be reported within24hours 
under this paragraph: 
a. Anyunanticipatedbypass; and 
b. Any upset which causesadischarge to surface waters. 

2. A written report shall be submitted within^days and shall contain: 
a. Adescription ofthe noncompliance and its cause; 
b. The period ofnoncompliance, including exact dates and times, and ifthe noncompliance has not been 

corrected, the anticipated time it is expected to continue; and 
c. Steps taken or planned to reduce, eliminate, and prevent reoccurrence ofthe noncompliance. 

The Board may waive the written report onacase-bycasebasisfor reports of noncompliance under Fart 
fl.T i f the oral report has been received within24 hours and no adverse impact on state waters has been 
reported. 

3. The permittee shall report all instances ofnoncompliance not reported under Farts 11, l.l.or 1.2., in 
writing, atthe time the nextmonitoringreports are submitted. The reports shall contain the information 
listed inFartll.1.2. 

NOTB: The immediate (wimin 24 hours) reports required in Farts 11, 0 . ,H . and 1. may be made to the 
Departments Northern Regional Office at (703) 583-3800 (voice) or (703) 583-3 For reports 
outside normal working hours, leaveamessage and this shallfulfill the immediate reporting requirement 
For emergencies, the Virginia Department ofFmergency Services maintainsa24-hour telephone service at 
1-800-468-88^2. 
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^ Notice ofPlanned Changes 

1. The permittee shall give notice to the Department as soon as possible ofany planned physical alterations 
or additions to the permittedfacility. Notice is required only when: 

a. The permittee plans alteration or addition to any building, structure,facility,or installations 
which there is ormaybeadischarge of pollutants, the construction ofwhich commenced: 

1) Atter promulgation of standards of performance under Section 306 of CleanWater Act which are 
applicable to such source; or 

2) Atterproposal of standards of performance in accordance with Section 306 of Clean^Vater Act 
which are applicable to such source, but only ifthe standards are promulgated in accordance with 
Section 306 within 120 days of their proposal; 

b. The alteration or addition could significantly change me nature or increase the quantity of pollutants 
discharged. This notification applies to pollutants which are subject neitherto effluent limitations nor 
to notification requirements specified elsewhere in this permit; or 

c. The alteration or addition results inasignificant change in the permittees sludge use or disposal 
practices, and such alteration, addition, or change mayjustify the application ofpermit conditions that 
are different from or absent in me existing permit, including notification of additional use or disp 
sites not reported during the permit application process or not reported pursuant to an approved land 
application plan. 

2. The permittee shall give advance notice to me Department ofany planned changes in the permitted 
facility or activity which may result in noncompliance with permit requirements. 

^ Signatory Requirements 

1. All permit applications shall be signed as follows: 

a. Foracorporatiombyaresponsible corporate officer. Forthe purpose of this section,aresponsible 
corporate officer means: 
1) Apresident,secretary,treasurer, or vice-president of the corporation in charge ofaprincipal 

business mnction, or any other person who performs similar policy-or decision-making functions 
for the corporation, or 

2) The manager of one or more manufacturing, production, or operating facilities employing more 
than 250 persons or having gross annual sales or expenditures exceeding ^25 million (in second-
quarter 1980 dollars), ifauthority to sign documents has been assigned or delegated to the 
manager in accordance with corporate procedures; 

b. Torapartnership or sole proprietorship: byageneral partner or the proprietor,respectively; or 

c. Foramunicipality,state, federal, or omerpublic agency: by eitheraprincipal executive officer or 
ranking elected official. Tor purposes ofthissection,aprincipal executive officer ofapublic agency 
includes: 

1) The chief executive officer of the agency,or 
2) Asenior executive officer having responsibilityforthe overall operations ofaprincipal 

geographic unit ofthe agency. 
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2. All reports required by permits, and other information requested by the Board shall be signed byaperson 
described in Part or byaduly authorized representative of that person. A person isaduly 
authorized representative only if: 

a. The authorization is made in writing byaperson described in Part ff .K.L; 

b. Theaumorizationspecifieseitheran individual orapositionhavingresponsibilityforthe overall 
operation of the regulatedfacility or activity such as the position of plant manager, operator ofawell 
orawell field, superintendent, position of equivalent responsibility,or an individual or position 
having overall responsibilityfor environmental mattersforthe company. (A duly authorized 
representative may thus be eitheranamed individual or any individual occupyinganamed position.); 
and 

c. Tbe written authorization is submitted to tbe Department. 

3. Changes to authorization, f f an authorization under Part is no longer accurate becauseadifferent 
individual or position has responsibilityfor the overall operation of thefacility,anew authorization 
satisfying me requirements ofPartff.K.2.shall be submitted to the Department priorto or togem^ 
any reports, or information to be signed by an authorized representative. 

4. Certification. Any person signingadocument under Parts i i , ^ . L or shall make thefollowing 
certification: 

"f certify under penalty oflaw that this document and all attachments were prepared under my 
direction or supervision in accordance with a system designed to assure that qualified 
personnel properly gather and evaluate the information submitted. Based on my inquiry ofthe 
person or persons who manage the system, or those persons directly responsiblefor gathering 
me information, the information submitted is, to me best of my Imowledge and behef, true, 
accurate, and complete, f am aware that there are significant penaltiesfor submitting false 
information, including me possibility of fine and imprisonmentfor knowing violations." 

LD T^nty to Comply 

Thepermitteeshall comply withallconditionsofthispermit. Any permit noncomplianceconstitutesa 
violation of the StateWater Control Law and the CleanWater Act, except mat noncompliance with certain 
provisions of mis permit may constituteaviolation of the StateWater Control Law but not the CleanWater 
Act. Permit noncompliance is grounds for enforcement action; for permit termination, revocation and 
reissuance, ormodification;ordenialofapermit renewal application. 
The permittee shall comply with effiuent standards or prohibitions established under Section 307(a) of the 
CleanWaterActfor toxic pollutants and with standardsfor sewage sludge use or disposal established under 
Section405(d) ofthe Clean Water Act within thetimeprovided in theregulations thatestablishthese 
standards or prohibitions or standards for sewage sludge use or disposal, even if this permit has not yet been 
modified to incorporate the requirement. 

M^ntytoReapply 

ffme permittee wishes to continue an activity regulated by this permit afier me expiration date of th^ 
the permittee shall applyfor and obtainanew permit. All permittees withacurrently effective permit shall 
submitanew application at leastt^O days before the expiration date of the existing permit, unless permission 
foralater date has been granted by the Board. The Board shall not grant permissionfor applications to be 
submitted later than the expiration date ofthe existing permit. 
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ND effect ofaPermit 

This permit does not convey any property rights in either real or personal property or any exclusive privileges, 
nor doesit authorize any injury toprivatepropertyorinvasionof personal rights,or any infringement of 
federal, state or local law orregulations. 

OD State Law 

Nothing in this permit shall be construed to preclude the instimtion of any legal action under, or relieve t^^ 
permitteefromany responsibilities, liabilities,orpenaltiesestablishedpursuanttoany other state lawor 
regulation or under authority preserved by Section^lOof the OleanWater Act. Lxcept as provided in permit 
conditions on"bypassing" (Part fTU.), and "upset"(PartfTV.)noming in mis permit sha 
relieve the permittee from civil and criminal penaltiesfor noncompliance. 

PD Oil and ^a^ardous Substance Liability 

Nothing in this permit shall be construed to preclude me institution of any legal action or relieve me permitt^ 
from any responsibilities, liabilities, or penalties to which me permittee is or may be subject under Sections 
62.l-44.34:!4tl^ough 62.1-44.34^3 ofme State WaterOon^ 

QD Proper Operation and Maintenance 

The permittee shall at all times prop 
confrol(and related appurtenances)which are installed or used by me permittee to achieve compliance with 
the conditions of this permit. Proper operation and maintenance also includes effective plant performance, 
adequatefunding, adequate staffing, andadequate laboratory andprocesscontrols, includingappropriate 
quality assuranceprocedures. Thisprovisionrequires the operation of back-up or auxiliary facilities or 
similar systems which are installed by the permittee only when the operation is necessary to achieve 
compliance with the conditions ofthis permit. 

RD disposal ofSolids or Sludges 

Solids, sludges or omer pollutants removed in the course of treatment or management of pollutants shall be 
disposed ofinamanner so as to prevent any pollutant from such materials from entering state waters. 

S ^utytoMitigate 

The permittee shall take all reasonable steps to minimize or prevent any discharge or sludge use or disposal in 
violation of this permit which has areasonable likelihood of adversely affectinghuman health or the 
environment. 

TD Need to ^alt or Reduce Activity notaT^efense 

ft shall not beadefenseforapermitteeinan enforcement action that it would have been necessary to halt or 
reduce me permitted activity in orderto maintain compliance with the conditions of this permit. 
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UD Bypass 

1. "Bypass" means the intentional diversion ofwastestreamsfrom any portion ofatreatment facility. The 
permittee may allow any bypass to occur which does not cause effluent limitations to be exceeded, but 
only i f i t also isfor essential maintenance to assure efficient operation. These bypasses are not subjectto 
the provisions ofParts 11, U.2.andU.3. 

2 Notice 
a. Anticipated bypass. Ifthe permittee knows in advance of the needforabypass,priornotice shall be 

submitted, impossible at least ten days before the date ofthe bypass. 
b. Unanticipated bypass. The permittee shall submit notice of an unanticipated bypass as required in 

Partll.l. 

3. Prohibition ofbypass. 
a. Bypass is prohibited, and me Board may take enforcement action agamstapermitteefor bypass, 

unless: 
1) Bypass was unavoidable to prevent loss oflife, personal injury,or severe property damage; 
2) There were nofeasible alternatives to the bypass 

retention ofuntreated wastes, or maintenance during normal periods of equipment downtime. 
This condition is not satisfied ifadequate back-up equipment should have been installed in the 
exercise of reasonable engineeringjudgment to preventabypass which occurred during normal 
periods ofequipment downtime or preventive maintenance; and 

3) Tbe permittee submitted notices as required under Part 11.U.2. 

b. The Board may approve an anticipated bypass, atter considering its adverse effects, i f the Board 
determines that it will meet the three conditions listed above in Part ll.U.3.a. 

VD Upset 

1. Ari upset constitutes an affirmative defense to an action broughtfor noncompliance with technology 
based permit effluent limitations ifthe requirements ofPartll.V.2.are met. A determination made during 
administtative review of claims mat noncompliance was caused by upset, and before an actionfor 
noncompliance, is notafinal administrative action subjectto judicial review. 

2. A permittee who wishes to establish the affirmative defense of upset shall demonsttate, through prope 
signed, contemporaneous operating logs, or other relevant evidence that: 

a. An upset occurred and thatthe permittee can identify the cause(s)of the upset; 
b. The permittedfacility was at the time being properly operated; 
c. The permittee submitted notice ofthe upset as required in Part 11.1.; and 
d. The permittee complied with any remedial measures required under Part U.S. 

3. many enforcement proceeding the permittee seeking to establish the occurrence of an upset has the 
burden of proof. 

W^ inspection and ^ntry 

The permittee shall allow the Director, or an authorized representative, upon presentation of credentials a 
other documents as may be required by law,to: 

1. Bnter upon the permittees premises wherearegulated facility or activity is located or conducted, or 
where records must be keptunderthe conditions ofthis permit; 
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2. Have access to and copy,atreasonable times, any records that must be kept underthe conditions of this 
permit; 

3. mspect at reasonable times any facilities, equipment (including monitoring and control equiprnent), 
practices, or operations regulated or required under this permit; and 

4. Sample or monitor at reasonable times,forthe purposes of assuring permit compliance or as otherwise 
authorized by me CleanWater Act and the State Water Control Law,any substances or parameters at any 
location. 

Por purposes of mis section, the timefor inspection shall be deemed reasonable during regular business hours, 
and whenever mefacility is discharging. Nothing contained herein shall make an inspectiononreasonable 
during an emergency. 

^ Permit Actions 

Permits maybe modified, revoked and reissued,orterminatedfor cause. Thefilingofarequestbythe 
permitteeforapermit modification, revocation and reissuance,ortermination,oranotificationof planum 
changes or anticipated noncompliance does not stay any permit condition. 

VD Transfer ofPermits 

1. Permits are nottransferable to any person except after notice to me Department. Fxcept as provided in 
Part ll.V.2.,apermit may be transferred by the permittee toanew owner or operator only i f m^ 
has been modified or revoked and reissued, oraminormodification made, to identifythe new permittee 
and incorporate such omerrequirements as may be necessary underthe State Water Control Law and the 
Clean^VaterAct. 

2. As an alternative to transfers under Part 11.^.1., this permit may be automatically transfer̂ ^ 
permittee if: 
a. The current permittee notifies me Department at least 30 days in advance ofthe proposed transfer of 

the title to the facility or property; 
b. The notice includesawritten agreement between the existing and new permittees containinga 

specific datefortransfer of permit responsibility,coverage, and liability between m^ 
c. The Board does not notify me existing permittee and me proposed new permittee of 

modify orrevoke and reissue the permit. Ifthis notice is notreceived, the transfer is effective on the 
date specified in the agreement mentioned in Part ll.Y.^.b. 

ZD Severability 

The provisions of this permit are severable, and i f any provision of this permit or the application of any 
provisionof this permitto any circumstanceisheldinvalid,meapplication of suchprovisionto other 
circumstances, and the remainder ofthis permit, shall not be affected thereby. 



ATTACHMENT A - Outfall 009 (Third Year) 
DEPARTMENT OF ENVIRONMENTAL QUALITY 

WATER QUALITY CRITERIA MONITORING 

Effective January 1, 2012, all analyses shall be in accordance with 1VAC30-45, Certification for 
Noncommercial Environmental Laboratories, or 1VAC30-46, Accreditation for Commercial Environmental 
Laboratories. 

A listing of Virginia Environmental Laboratory Accreditation Program (VELAP) certified and/or accredited 
laboratories can be found at the following website: 
hnp:/Aww.dqs.state.va.us/DivisionofConsolidatedLaboratorySeivices/Services/EnvironmentalLaboratorvCer 
tification/tabid/1059/Default.aspx 

Please be advised that additional water quality analyses may be necessary and/or required for permitting 
purposes. 

CASRN CHEMICAL 
EPA ANALYSIS 

NO. 
QUANTIFICATION 

LEVEL11' 
REPORTING 

RESULTS 
SAMPLE 
TYPE12' 

SAMPLE 
FREQUENCY 

METALS 
7440-36-0 Antimony, dissolved (3) 0.2 G orC 2/5 YR 

7440-38-2 Arsenic, dissolved (3) 55 G orC 2/5 YR 

7440-43-9 Cadmium, dissolved (3) 32 G orC 2/5 YR 

16065-83-1 Chromium III, dissolved ( 5 > (3) 0.5 G orC 2/5 YR 

18540-29-9 Chromium VI, dissolved ( 5 > (3) 880 G orC 2/5 YR 

7440-50-8 Copper, dissolved (3) 7.4 G orC 2/5 YR 

7439-92-1 Lead, dissolved (3) 190 G or C- 2/5 YR 

7439-97-6 Mercury, dissolved (3) 1.4 G orC 2/5 YR 

7440-02-0 Nickel, dissolved (3) 0.5 G orC 2/5 YR 

7782-49-2 Selenium, dissolved (3) 2.0 G orC 2/5 YR 

7440-22-4 Silver, dissolved (3) 1.5 G orC 2/5 YR 

7440-28-0 Thallium, dissolved (3) (4) G orC 2/5 YR 

7440-66-6 Zinc, dissolved (3) 2.0 G orC 2/5 YR 

PESTICIDES/PCBs 
309-00-2 Aldrin 608/625 0.05 G orC 2/5 YR 

57-74-9 Chlordane 608/625 0.2 G orC 2/5 YR 

2921-88-2 Chlorpyrifos 
(synonym = Dursban) 622 (4) G orC 2/5 YR 

72-54-8 ODD 608/625 0.1 G orC 2/5 YR 

72-55-9 DDE 608/625 0.1 G orC 2/5 YR 

50-29-3 DDT 608/625 0.1 G orC 2/5 YR 



CASRN CHEMICAL 
EPA ANALYSIS 

NO. 
QUANTIFICATION 

LEVEL1 1 1 

REPORTING 
RESULTS 

SAMPLE 
TYPE12' 

SAMPLE 
FREQUENCY 

8065-48-3 
Demeton 
(synonym = Dementon-0,S) 622 (4) G orC 2/5 YR 

333-41-5 Diazinon 622 (4) G orC 2/5 YR 

60-57-1 Dieldrin 608/625 0.1 G orC 2/5 YR 

959-98-8 Alpha-Endosulfan 
(synonym = Endosulfan I) 608/625 0.1 G o r C 2/5 YR 

33213-65-9 
Beta-Endosulfan 
(synonym = Endosulfan II) 608625 0.1 G orC 2/5 YR 

1031-07-8 Endosulfan Sulfate 608/625 0.1 G orC 2/5 YR 

72-20-8 Endrin 608/625 0.1 G orC 2/5 YR 

7421-93-4 Endrin Aldehyde 608/625 (4) G orC 2/5 YR 

86-50-0 
Guthion 
(synonym = Azinphos Methyl) 622 (4) G orC 2/5 YR 

76-44-8 Heptachlor 608/625 0.05 G orC 2/5 YR 

1024-57-3 Heptachlor Epoxide 608/625 (4) G orC 2/5 YR 

319-84-6 Hexachlorocyclohexane 
Alpha-BHC 608/625 (4) G orC 2/5 YR 

319-85-7 Hexachlorocyclohexane 
Beta-BHC 608/625 (4) G o r C 2/5 YR 

58-89-9 Hexachlorocyclohexane 
Gamma-BHC (syn. = Lindane) 608/625 (4) G orC 2/5 YR 

143-50-0 Kepone 8081 Extended/ 
8270C/8270D (4) G orC 2/5 YR 

121-75-5 Malathion 614 (4) G orC 2/5 YR 

72^3-5 Methoxychlor 608.2 (4) G orC 2/5 YR 

2385-85-5 Mirex 8081 Extended/ 
8270C/8270D (4) G orC 2/5 YR 

56-38-2 Parathion 
(synonym = Parathion Ethyl) 614 (4) G orC 2/5 YR 

1336-36-3 PCB, total 608/625 7.0 G o r C 2/5 YR 

8001-35-2 Toxaphene 608/625 5.0 G orC 2/5 YR 

BASE NE EUTRAL EXTRACTABLES 
83-32-9 Acenaphthene 610/625 10.0 G orC 2/5 YR 

120-12-7 Anthracene 610/625 10.0 G orC 2/5 YR 

92-87-5 Benzidine 625 (4) GorC 2/5 YR 

56-55-3 Benzo (a) anthracene 610/625 10.0 GorC 2/5 YR 

205-99-2 Benzo (b) fluoranthene 610/625 10.0 G orC 2/5 YR 

207-08-9 Benzo (k) fluoranthene 610/625 10.0 G orC 2/5 YR 

50-32-8 Benzo (a) pyrene 610/625 10.0 GorC 2/5 YR 

111-44-4 Bis 2-Chloroethyl Ether 625 (4) G orC 2/5 YR 



CASRN CHEMICAL 
EPA ANALYSIS 

NO. 
QUANTIFICATION 

LEVEL'11 

REPORTING 
RESULTS 

SAMPLE 
TYPE'2' 

SAMPLE 
FREQUENCY 

108-60-1 Bis 2-Chloroisopropyl Ether 625 (4) G orC 2/5 YR 

117-81-7 Bis 2-Ethylhexyl Phthalate 
(syn. = Di-2-Ethylhexyl Phthalate) 625 10.0 G orC 2/5 YR 

85-68-7 Butyl benzyl phthalate 625 10.0 G orC 2/5 YR 

91-58-7 2-Chloronaphthalene 625 (4) G o r C 2/5 YR 

218-01-9 Chrysene 610/625 10.0 G orC 2/5 YR 

53-70-3 Dibenzo (a,h) anthracene 610/625 20.0 G orC 2/5 YR 

95-50-1 1,2-Dichlorobenzene 602/624 10.0 G orC 2/5 YR 

541-73-1 1,3-Dichlorobenzene 602/624 10.0 G orC 2/5 YR 

106-46-7 1,4-Dichlorobenzene 602/624 10.0 G orC 2/5 YR 

91-94-1 3,3-Dichlorobenzidine 625 (4) G orC 2/5 YR 

84-66-2 Diethyl phthalate 625 10.0 G orC 2/5 YR 

131-11-3 Dimethyl phthalate 625 (4) G orC 2/5 YR 

84-74-2 Di-n-butyl Phthalate 
(synonym = Dibutyl Phthalate) 625 10.0 G orC 2/5 YR 

121-14-2 2,4-Dinitrotoluene 625 10.0 G orC 2/5 YR 

122-66-7 1,2-Diphenylhydrazine 625/ 
' 8270C/8270D (4) G orC 2/5 YR 

206-44-0 Fluoranthene 610/625 10.0 G orC 2/5 YR 

86-73-7 Fluorene 610/625 10.0 G orC 2/5 YR 

118-74-1 Hexachlorobenzene 625 (4) GorC 2/5 YR 

87-68-3 Hexachlorobutadiene 625 (4) G orC 2/5 YR 

77-47-4 Hexachlorocyclopentadiene 625 (4) G orC 2/5 YR 

67-72-1 Hexachloroethane 625 (4) G orC 2/5 YR 

193-39-5 lndeno(1,2,3-cd)pyrene 610/625 20.0 G orC 2/5 YR 

78-59-1 Isophorone 625 10.0 G orC 2/5 YR 

98-95-3 Nitrobenzene 625 10.0 G orC 2/5 YR 

62-75-9 N-Nitrosodimethylamine 625 (4) G orC 2/5 YR 

621-64-7 N-Nitrosodi-n-propylamine 625 (4) G orC 2/5 YR 

86-30-6 N-Nitrosodiphenylamine 625 (4) G orC 2/5 YR 

129-00-0 Pyrene 610/625 10.0 G orC 2/5 YR 

120-82-1 1,2,4-Trichlorobenzene 625 10.0 GorC 2/5 YR 



CASRN CHEMICAL 
EPA ANALYSIS 

NO. 
QUANTIFICATION 

LEVEL11' 
REPORTING 

RESULTS 
SAMPLE 
TYPE™ 

SAMPLE 
FREQUENCY 

VOLATILES 
107-02-8 Acrolein 624 (4) G 2/5 YR 

107-13-1 Acrylonitrile 624 (4) G 2/5 YR 

71-43-2 Benzene 602/624 10.0 G 2/5 YR 

75-25-2 Bromoform 624 10.0 G 2/5 YR 

56-23-5 Carbon Tetrachloride 624 10.0 G 2/5 YR 

108-90-7 Chlorobenzene 
(synonym = Monochlorobenzene) 602/624 50.0 G 2/5 YR 

124-48-1 Chlorodibromomethane 624 10.0 G 2/5 YR 

67-66-3 Chloroform 624 10.0 G 2/5 YR 

75-27-4 Dichlorobromomethane 624 10.0 G 2/5 YR 

107-06-2 1,2-Dichloroethane 624 10.0 G 2/5 YR 

75-35-4 1,1 -Dichloroethy lene 624 10.0 G 2/5 YR 

156-60-5 1,2-trans-dichloroethylene 624 (4) G 2/5 YR 

78-87-5 1,2-Dichloropropane 624 (4) G 2/5 YR 

542-75-6 1,3-Dichloropropene 624 (4) G 2/5 YR 

100-41-4 Ethylbenzene 602/624 10.0 G 2/5 YR 

74-83-9 Methyl Bromide 
(synonym = Bromomethane) 624 (4) G 2/5 YR 

75-09-2 Methylene Chloride 
(synonym = Dichloromethane) 

624 20.0 G 2/5 YR 

79-34-5 1,1,2,2-Tetrachloroethane 624 (4) G 2/5 YR 

127-18-4 
Tetrachloroethylene 

(synonym = Tetrachloroethene) 
624 10.0 G 2/5 YR 

10-88-3 Toluene 602/624 10.0 G 2/5 YR 

79-00-5 1,1,2-Trichloroethane 624 (4) G 2/5 YR 

79-01-6 Trichloroethylene 
(synonym = Trichloroethene) 624 10.0 G 2/5 YR 

75-01-4 Vinyl Chloride 624 10.0 G 2/5 YR 

ACID EXTRACTABLES 
95-57-8 2-Chlorophenol 625 10.0 G orC 2/5 YR 

120-83-2 2,4 Dichlorophenol 625 10.0 G orC 2/5 YR 

105-67-9 2,4 Dimethylphenol 625 10.0 G orC 2/5 YR 

51-28-5 2,4-Dinitrophenol 625 (4) G orC 2/5 YR 

534-52-1 2-Methyl-4,6-Dinitrophenol 625 (4) G orC 2/5 YR 



CASRN CHEMICAL 
EPA ANALYSIS 

NO. 
QUANTIFICATION 

LEVEL'1' 
REPORTING 

RESULTS 
SAMPLE 
TYPE'2' 

SAMPLE 
FREQUENCY 

25154-52-3 Nonylphenol ASTM D 
7065-06 (4) GorC 2/5 YR 

87-86-5 Pentachlorophenol 625 50.0 G orC 2/5 YR 

108-95-2 Phenol 625 10.0 G o r C 2/5 YR 

88-06-2 2,4,6-Trichlorophenol 625 10.0 G orC 2/5 YR 

MISCELLANEOUS 
776-41-7 Ammonia as NH3-N 350.1 200 c 2/5 YR 

57-12-5 Cyanide, Free m ASTM 
4282-02 10.0 G 2/5 YR 

18496-25-8 Sulfide, dissolved (6 ) SM 4500 S 2 B 100 G orC 2/5 YR 

Name of Principal Executive Officer or Authorized Agent & Title 

Signature of Principal Executive Officer or Authorized Agent & Date 

I certify under penalty of law that this document and all attachments were prepared under my direction or supervision in 
accordance with a system designed to assure that qualified personnel properly gather and evaluate the information 
submitted. Based on my inquiry of the person or persons who manage the system or those persons directly responsible 
for gathering the information, the information submitted is to the best of my knowledge and belief, true, accurate, and 
complete. I am aware that there are significant penalties for submitting false information including the possibility of fine 
and imprisonment for knowing violations. See 18 U.S.C. Sec. 1001 and 33 U.S.C. Sec. 1319. (Penalties under these 
statutes may include fines up to $10,000 and or maximum imprisonment of between 6 months and 5 years.) 



EOOTNOTES: 

( 1 ) q u a n t i f i c a t i o n l e v e l ( O L ) m e a n s t h e m i n i m u m l e v e l s , C o n c e n t r a t i o n s , Or q u a n t i t i e s O f a t a r g e t V a r i a b l e 

(e.g.target analyte) that can be reported withaspecified degree of confidence in accordance with 
1VAO30-45, certification for Noncommercial Environmental Laboratories or 1vA030D4^, 
Accreditation for commercial Environmental Laboratories 

The quantification levels indicated forthe metals are acfoallySpecificTargetValues developed for 
this permit. Tbe SpecificTarget Value is tbe approximate value tbat may initiatea wasteload 
allocation analysis. Target values are not wasteload allocations or effluent limitations. Tbe Specific 
Target Values are subject to cbange based on additional information sucb as hardness data, 
receiving stream flow, and design flows. 

Llnitsforthe quantification level are micrograms/literonless otherwise specified. 

duality control andqualityassuranceinformation(i.e. laboratory certificates of analysis) shall be 
submitted to document that the required quantification level has been attained. 

(2) Sample Type 

G ^ O r a b ^ A n individual sample collected in less than f5 minutes. Substances specified with ^grab^ 
sample type shall only be collected as grabs. The permittee may analyze multiple grabs and report 
the average resultsprovided that theindividualgrabresults are alsoreported. Eorgrabmetals 
samples, the individual samples shall be filtered and preserved immediately upon collection. 

0 ^ composite ^ A 24-hourcomposite unless otherwise specified. The composite shall be a 
combinationofindividoalsamples, taken proportional toflow, obtainedathotir iyor smaller time 
intervals. The individual samples may be of eqoal volume forflows that do not vary by^- fOpercent 
overa24-hour period. 

(3) A specific analytical method is not specified^ hovBever,an appropriate method to meet the OL shall be 
selected from any approved method presented in 40 ^EE^Partf3^. 

(4) The OL is at the discretion of the permittee. If the test result is less than the method O L , a ^ O L ^ 
shall be reported where the actual analytical test OL is substituted for ^OLL 

(5) 8oth chromium III and Ohromium VI may be measured by the total chromium analysis. The total 
chromium analytical test OL shall be less than or equal to the lesser ofthe chromium III orOhromium 
VI method O.L listed above. Ifthe result ofthe total chromium analysis is less than the analytical test 
OL, both chromium III and Ohromium VI can be reported as ^^OL^,where the actual analytical test 
OLissubstitutedfor^L^. 

(^) Dissolved sulfide may be measured by the total sulfide analysis The total sulfide analytical test OL 
shall be less than or equal to the dissolved sulfide method OL listed above. If the result of the total 
sulfide analysis is less than the analytical test OL, dissolved sulfide can be reported as ^OLT,where 
the actual analytical test OL is substituted for ^L^ . 

(7) Eree cyanide may be measured by the total cyanide analysis. The total cyanide analytical test OL 
shall be less than or equal to the free cyanide method OL listed above. If the result of the total 
cyanide analysis is less than the analytical test OL, free cyanide can be reported as ^OLT,where 
the actual analytical test OL is substituted for ^OLl 



ATTACHMENT A - Outfall 009 (Fourth Year) 
DEPARTMENT OF ENVIRONMENTAL QUALITY 

WATER QUALITY CRITERIA MONITORING 

Effective January 1. 2012. all analyses shall be in accordance with 1VAC30-45, Certification for 
Noncommercial Environmental Laboratories, or 1VAC30-46, Accreditation for Commercial Environmental 
Laboratories. 

A listing of Virginia Environmental Laboratory Accreditation Program (VELAP) certified and/or accredited 
laboratories can be found at the following website: 
hnp://vyww.dqs.state.va.us/DivisionofConsolidatedLaboratorvServices/Services/EnvironmentalLaboratorvCer 
tification/tabid/1059/Default.aspx 

Please be advised that additional water quality analyses may be necessary and/or required for permitting 
purposes. 

CASRN CHEMICAL 
EPA ANALYSIS 

NO. 
QUANTIFICATION 

LEVEL'11 

REPORTING 
RESULTS 

SAMPLE 
TYPE'2' 

SAMPLE 
FREQUENCY 

METALS 
7440-36-0 Antimony, dissolved (3) 0.2 G orC 2/5 YR 

7440-38-2 Arsenic, dissolved (3) 55 G orC 2/5 YR 

7440-43-9 Cadmium, dissolved (3) 32 G orC 2/5 YR 

16065-83-1 Chromium III, dissolved <5> 

(3) 0.5 G orC 2/5 YR 

18540-29-9 Chromium VI, dissolved ( 5 ) (3) 880 G orC 2/5 YR 

7440-50-8 Copper, dissolved (3) 7.4 G orC 2/5 YR 

7439-92-1 Lead, dissolved (3) 190 G orC 2/5 YR 

7439-97-6 Mercury, dissolved (3) 1.4 G orC 2/5 YR 

7440-02-0 Nickel, dissolved (3) 0.5 G orC 2/5 YR 

7782-49-2 Selenium, dissolved (3) 2.0 G orC 2/5 YR 

7440-22-4 Silver, dissolved (3) 1.5 G orC 2/5 YR 

7440-28-0 Thallium, dissolved (3) (4) G orC 2/5 YR 

7440-66-6 Zinc, dissolved (3) 2.0 G orC 2/5 YR 

PESTICIDES/PCBs 
309-00-2 Aldrin 608/625 0.05 G orC 2/5 YR 

57-74-9 Chlordane 608/625 0.2 G orC 2/5 YR 

2921-88-2 Chlorpyrifos 
(synonym = Dursban) 622 (4) G orC 2/5 YR 

72-54-8 ODD 608/625 0.1 GorC 2/5 YR 

72-55-9 DDE 608/625 0.1 G orC 2/5 YR 

50-29-3 DDT 608/625 0.1 GorC 2/5 YR 



CASRN CHEMICAL 
EPA ANALYSIS 

NO. 
QUANTIFICATION 

LEVEL'1' 
REPORTING 

RESULTS 
SAMPLE 
TYPE'2' 

SAMPLE 
FREQUENCY 

8065-48-3 
Demeton 
(synonym = Dementon-0,S) 622 (4) G orC 2/5 YR 

333-41-5 Diazinon 622 (4) G orC 2/5 YR 

60-57-1 Dieldrln 608/625 0.1 GorC 2/5 YR 

959-98-8 
Alpha-Endosulfan 
(synonym = Endosulfan 1) 

608/625 0.1 GorC 2/5 YR 

33213-65-9 
Beta-Endosulfan 
(synonym = Endosulfan II) 608625 0.1 G orC 2/5 YR 

1031-07-8 Endosulfan Sulfate 608/625 0.1 G orC 2/5 YR 

72-20-8 Endrin 608/625 0.1 G orC 2/5 YR 

7421-93-4 Endrin Aldehyde 608/625 (4) G orC 2/5 YR 

86-50-0 
Guthion 
(synonym = Azinphos Methyl) 622 (4) G orC 2/5 YR 

76-44-8 Heptachlor 608/625 0.05 G orC 2/5 YR 

1024-57-3 Heptachlor Epoxide 608/625 (4) G orC 2/5 YR 

319-84-6 Hexach lorocyclohexane 
Alpha-BHC 608/625 (4) G orC 2/5 YR 

319-85-7 Hexachlorocyclohexane 
Beta-BHC 608/625 (4) G orC 2/5 YR 

58-89-9 Hexachlorocyclohexane 
Gamma-BHC (syn. = Lindane) 608/625 (4) G orC 2/5 YR 

143-50-0 Kepone 8081 Extended/ 
8270C/8270D (4) G orC 2/5 YR 

121-75-5 Malathion 614 (4) G orC 2/5 YR 

72-43-5 Methoxychlor 608.2 (4) G orC 2/5 YR 

2385-85-5 Mirex 8081 Extended/ 
8270C/8270D (4) G orC 2/5 YR 

56-38-2 Parathion 
(synonym = Parathion Ethyl) 614 (4) G orC 2/5 YR 

1336-36-3 PCB, total 608/625 7.0 G orC 2/5 YR 

8001-35-2 Toxaphene 608/625 5.0 G orC 2/5 YR 

BASE NEUTRAL EXTRACTABLES 
83-32-9 Acenaphthene 610/625 10.0 G orC 2/5 YR 

120-12-7 Anthracene 610/625 10.0 G orC 2/5 YR 

92-87-5 Benzidine 625 (4) G orC 2/5 YR 

56-55-3 Benzo (a) anthracene 610/625 10.0 G orC 2/5 YR 

205-99-2 Benzo (b) fluoranthene 610/625 10.0 G orC 2/5 YR 

207-08-9 Benzo (k) fluoranthene 610/625 10.0 G orC 2/5 YR 

50-32-8 Benzo (a) pyrene 610/625 10.0 G orC 2/5 YR 

111-44-4 Bis 2-Chloroethyl Ether 625 (4) G orC 2/5 YR 



CASRN CHEMICAL 
EPA ANALYSIS 

NO. 
QUANTIFICATION 

LEVEL'1' 
REPORTING 

RESULTS 
SAMPLE 
TYPE'2' 

SAMPLE 
FREQUENCY 

108-60-1 Bis 2-Chloroisopropyl Ether 625 (4) G orC 2/5 YR 

117-81-7 Bis 2-Ethylhexyl Phthalate 
(syn. = Di-2-Ethylhexyl Phthalate) 625 10.0 G orC 2/5 YR 

85-68-7 Butyl benzyl phthalate 625 10.0 G orC 2/5 YR 

91-58-7 2-Chloronaphthalene 625 (4) G orC 2/5 YR 

218-01-9 Chrysene 610/625 10.0 G orC 2/5 YR 

53-70-3 Dibenzo (a,h) anthracene 610/625 20.0 G orC 2/5 YR 

95-50-1 1,2-Dichlorobenzene 602/624 10.0 G orC 2/5 YR 

541-73-1 1,3-Dichlorobenzene 602/624 10.0 G orC 2/5 YR 

106-46-7 1,4-Dichlorobenzene 602/624 10.0 G orC 2/5 YR 

91-94-1 3,3-Dichlorobenzidine 625 (4) G orC 2/5 YR 

84-66-2 Diethyl phthalate 625 10.0 G orC 2/5 YR 

131-11-3 Dimethyl phthalate 625 (4) G orC 2/5 YR 

84-74-2 Di-n-butyl Phthalate 
(synonym = Dibutyl Phthalate) 625 10.0 G orC 2/5 YR 

121-14-2 2,4-Dinitrotoluene 625 10.0 G orC 2/5 YR 

122-66-7 1,2-Diphenylhydrazine 625/ 
8270C/8270D (4) G or C 2/5 YR 

206-44-0 Fluoranthene 610/625 10.0 G orC 2/5 YR 

86-73-7 Fluorene 610/625 10.0 G orC 2/5 YR 

118-74-1 Hexachlorobenzene 625 (4) G orC 2/5 YR 

87-68-3 Hexachlorobutadiene 625 (4) G orC 2/5 YR 

77-47-4 Hexachlorocyclopentadiene 625 (4) G orC 2/5 YR 

67-72-1 Hexachloroethane 625 (4) G orC 2/5 YR 

193-39-5 lndeno(1,2,3-cd)pyrene 610/625 20.0 G orC 2/5 YR 

78-59-1 Isophorone 625 10.0 G orC 2/5 YR 

98-95-3 Nitrobenzene 625 10.0 G orC 2/5 YR 

62-75-9 N-Nitrosodimethylamine 625 (4) G orC 2/5 YR 

621-64-7 N-Nitrosodi-n-propylamine 625 (4) G orC 2/5 YR 

86-30-6 N-Nitrosodiphenylamine 625 (4) G orC 2/5 YR 

129-00-0 Pyrene 610/625 10.0 G orC 2/5 YR 

120-82-1 1,2,4-Trichlorobenzene 625 10.0 GorC 2/5 YR j 



CASRN CHEMICAL 
EPA ANALYSIS 

NO. 
QUANTIFICATION 

LEVEL'1' 
REPORTING 

RESULTS 
SAMPLE 
TYPE12' 

SAMPLE 
FREQUENCY 

VOLATILES 
107-02-8 Acrolein 624 (4) G 2/5 YR 

107-13-1 Acrylonitrile 624 (4) G 2/5 YR 

71-43-2 Benzene 602/624 10.0 G 2/5 YR 

75-25-2 Bromoform 624 10.0 G 2/5 YR 

56-23-5 Carbon Tetrachloride 624 10.0 G 2/5 YR 

108-90-7 Chlorobenzene 
(synonym = Monochlorobenzene) 

602/624 50.0 G 2/5 YR 

124-48-1 Chlorodibromomethane 624 10.0 G 2/5 YR 

67-66-3 Chloroform 624 10.0 G 2/5 YR 

75-27-4 Dichlorobromomethane 624 10.0 G 2/5 YR 

107-06-2 1,2-Dichloroethane 624 10.0 G 2/5 YR 

75-35-4 1,1-Dichloroethylene 624 10.0 G 2/5 YR 

156-60-5 1,2-trans-dichloroethylene 624 (4) G 2/5 YR 

78-87-5 1,2-Dichloropropane 624 (4) G 2/5 YR 

542-75-6 1,3-Dichloropropene 624 (4) G 2/5 YR 

100-41-4 Ethylbenzene 602/624 10.0 G 2/5 YR 

74-83-9 Methyl Bromide 
(synonym = Bromomethane) 624 (4) G 2/5 YR 

75-09-2 Methylene Chloride 
(synonym = Dichloromethane) 624 20.0 G 2/5 YR 

79-34-5 1,1,2,2-Tetrachloroethane 624 (4) G 2/5 YR 

127-18-4 
Tetrachloroethylene 

(synonym = Tetrachloroethene) 
624 10.0 G 2/5 YR 

10-88-3 Toluene 602/624 10.0 G 2/5 YR 

79-00-5 1,1,2-Trichloroethane 624 (4) G 2/5 YR 

79-01-6 Trichloroethylene 
(synonym = Trichloroethene) 624 10.0 G 2/5 YR 

75-01-4 Vinyl Chloride 624 10.0 G 2/5 YR 

AC ID EXTRACTABLES 
95-57-8 2-Chlorophenol 625 10.0 G orC 2/5 YR 

120-83-2 2,4 Dichlorophenol 625 10.0 G orC 2/5 YR 

105-67-9 2,4 Dimethylphenol 625 10.0 G o r C 2/5 YR 

51-28-5 2,4-Dinitrophenol 625 (4) G o r C 2/5 YR 

534-52-1 2-Methyl-4,6-Dinitrophenol 625 (4) G orC 2/5 YR 



CASRN CHEMICAL 
EPA ANALYSIS 

NO. 
QUANTIFICATION 

LEVEL'1' 
REPORTING 

RESULTS 
SAMPLE 
TYPE'2' 

SAMPLE 
FREQUENCY 

25154-52-3 Nonylphenol 
ASTM D 
7065-06 (4) G orC 2/5 YR 

87-86-5 Pentachlorophenol 625 50.0 G orC 2/5 YR 

108-95-2 Phenol 625 10.0 GorC 2/5 YR 

88-06-2 2,4,6-Trichlorophenol 625 10.0 G orC 2/5 YR 

MISCELLANEOUS 
776-41-7 Ammonia as NH3-N 350.1 200 C 2/5 YR 

57-12-5 Cyanide, Free m 
ASTM 

4282-02 
10.0 G 2/5 YR 

18496-25-8 Sulfide, dissolved<6> SM 4500 S 2 B 100 G orC 2/5 YR 

Name of Principal Executive Officer or Authorized Agent & Title 

Signature of Principal Executive Officer or Authorized Agent & Date 

I certify under penalty of law that this document and all attachments were prepared under my direction or supervision in 
accordance with a system designed to assure that qualified personnel properly gather and evaluate the information 
submitted. Based on my inquiry of the person or persons who manage the system or those persons directly responsible 
for gathering the information, the information submitted is to the best of my knowledge and belief, true, accurate, and 
complete. I am aware that there are significant penalties for submitting false information including the possibility of fine 
and imprisonment for knowing violations. See 18 U.S.C. Sec. 1001 and 33 U.S.C. Sec. 1319. (Penalties under these 
statutes may include fines up to $10,000 and or maximum imprisonment of between 6 months and 5 years.) 



FOOTNOTE 

(1) quantification level (OL) means the minimum levels, concentrations, or quantities ofatarget variable 
(e.g. target analyte) that can be reported withaspecified degree of confidence in accordance with 
1VAC30-45, Certification for Noncommercial Environmental Laboratories or 1VAC30-4^, 
Accreditation for Commercial Environmental Laboratories 

Tbe quantification levels Indicated for tbe metals are actually Specie 
tbls permit. Tbe SpecificTarget Value Is tbe approximate value tbat may Initiate a wastoload 
allocation analysis. Target values are not wasteload allocations or effluent limitations. Tbe Specific 
Target Values are subject to change based on additional information sucb as hardness data, 
receiving stream flow, and design flows. 

Units forthe quantification level are micrograms/liter unless otherwise specified. 

duality controland quality assurance information (i.e. laboratory certificatesofanalysis)shall be 
submitted to document that the required quantification level has been attained. 

(^) Sample Type 

O ^ C r a b ^ A n individual sample collected in less than 15 minutes. Substances specified with ^grab^ 
sample type shall only be collected as grabs. The permittee may analyze multiple grabs and report 
theaverageresultsprovided that the individualgrab results arealsoreported. Eorgrab metals 
samples, the individual samples shall be filtered and preserved immediately upon collection. 

C ^ Composite ^ A ^ h o u r c o m p o s i t e unless otherwise specified. The composite shall be a 
combination of individualsamples, taken proportional toflow, obtained at hourly or smaller time 
intervals. The individual samples may be ofequal volume for flows that do not vary by^- fOpercent 
overa^4hour period. 

(3) A specific analytical method is not specified: however,an appropriate method to meet the OL shall be 
selected from any approved method presented in 40 CER P a r t l y . 

(4) The OL is at tbe discretion of the permittee. If tbe test result is less than the method O L , a ^ O L T 
shall be reported where the actual analytical test OL is substituted for ^OL .̂ 

(5) 8oth Chromium III and ChromiumVI may be measured by the total chromium analysis. The total 
chromium analytical test OL shall be less than or equal to the lesser ofthe Chromium III or Chromium 
VI method OL listed above. If the result of the total chromium analysis is less than the analytical test 
OL, both Chromium III and Chromium VI can be reported as ^^OL^, where the actual analytical test 
OL issubs t i tu ted fo r^ . 

(r3) Dissolved sulfide may be measured by the total sulfide analysis. The total sulfide analytical test OL 
shall be less than or equal to the dissolved sulfide method OL listed above. If the result of tbe total 
sulfide analysis is less than the analytical test OL, dissolved sulfide can be reported as ^OLT,where 
the actual analytical test OL is substituted for ^L^ . 

(7) Eree cyanide may be measured by the total cyanide analysis. The total cyanide analytical test OL 
shall be less than or equal to the free cyanide method OL listed above. If the result of tbe total 
cyanide analysis is less than the analytical test OL, free cyanide can be reported as ^OL^,where 
the actual analytical test OL is substituted for ^L^ . 


